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GENERAL DEMOLITION NOTES

1. HEAVY DASHED LINES INDICATE DEMOLITION WORK SCREENED LINES INDICATE EXISTING TO REMAIN.
2. CONTRACTORS SHALL FIELD VERIFY ALL EXISTING CONSTRUCTION RELATED CONDITIONS PRIOR TO STARTING DEMOLITION. ANY AND ALL

DISCREPANCIES SHALL BE BROUGHT TO THE IMMEDIATE ATTENTION OF THE OWNER'S REPRESENTATIVE.
3. CONTRACTORS SHALL, AT ALL TIMES, MAINTAIN THE BUILDING IN A WATERTIGHT CONDITION.
4. AT CONSTRUCTION ACCESS CONTRACTORS SHALL PROVIDE LABOR & MATERIALS TO REPAIR ALL DISTURBED ELEMENTS.
5. CONTRACTORS SHALL TAKE ALL NECESSARY PRECAUTIONS TO PREVENT DAMAGE TO OWNER'S OCCUPIED AREAS ADJACENT TO NEW

CONSTRUCTION OR OCCUPIED AREAS WHERE VARIOUS SYSTEM CONNECTIONS OR EXTENSIONS ARE REQUIRED & ARE RESPONSIBLE FOR
DAMAGE CAUSED BY ADVERSE WEATHER CONDITIONS, INCLUDING RAIN, SNOW, ICE, AND WIND.

6. ALL DEMOLITION AND CONSTRUCTION ACTIVITIES SHALL BE COORDINATED WITH THE OWNER'S REPRESENTATIVE TO MINIMIZE DISRUPTION
TO THE NORMAL DAILY FUNCTIONING OF THE OWNER'S OCCUPIED AREAS.

7. NOISE SHALL BE KEPT TO A MINIMUM. ANY WORK REQUIRED AFTER NORMAL WORKING HOURS 7 A.M.-5 P.M. SHALL BE COORDINATED WITH
OWNER'S REPRESENTATIVE.

8. CONTRACTORS SHALL, AT ALL TIMES, INSURE UNINTERRUPTED HEATING, COOLING, PLUMBING, ELECTRICAL, & COMMUNICATIONS
SERVICES TO ALL PARTS OF THE HOSPITAL THAT REMAIN IN SERVICE, ANY PLUMBING, PIPING, ELECTRICAL OR COMMUNICATIONS
SERVICES CONTAINED WITHIN THE PROJECT THAT SERVE PARTS OF THE HOSPITAL REMAINING IN SERVICE SHALL BE MAINTAINED IN
OPERATING ORDER. ANY REQUIRED INTERRUPTION OF SERVICE SHALL BE COORDINATED WITH OWNER'S REPRESENTATIVE TO ALLOW
MINIMUM INTERFERENCE WITH OWNER'S OPERATION.

9. THE OWNER SHALL RETAIN ALL SALVAGE RIGHTS OVER BUILDING MATERILAS THAT ARE OF VALUE AS DESIGNATED BY THE OWNER'S
REPRESENTATIVE. THE OWNER'S REPRESENTATIVE SHALL DIRECT THE INDIVIDUAL CONTRACTORS TO THE LOCATIONS OF STORAGE AREAS
FOR VARIOUS SALVAGE ITEMS. THE STORAGE AREAS MAY BE OFF-SITE BUT WILL BE LOCATED WITHIN THE GENERAL IOWA CITY AREA. THE
CONTRACTORS ARE RESPONSIBLE FOR REMOVING FROM THE BUILDING AND THE CONSTRUCTION SITE ALL CONSTRUCTION DEBRIS AND
ITEMS NOT RETAINED BY THE OWNER'S REPRESENTATIVE. NO STORAGE OR DUMPING OF DEBRIS WILL BE ALLOWED ON THE HOSPITAL
GROUNDS.

10. THE CONTRACTORS SHALL BE RESPONSIBLE FOR STORAGE AND PROTECTION OF ALL SALVAGED ITEMS WHICH WILL BE REUSED IN THIS
PROJECT.

11. PROVIDE TEMPORARY (DUST) PARTITIONS AS INDICATED BY HEAVY SOLID LINES. SEE PARTITION TYPE I ON SHEET 1-A20.
12. COORDINATE DEMOLITION WITH NEW WORK. REMOVE ALL ITEMS NECESSARY TO COMPLETE NEW WORK. REMOVE AND REPLACE EXISTING

CEILING AS REQD.
13. TEMPORARY BARRICADES SHALL BE INSTALLED TO PREVENT DUST POLLUTION OF SURROUNDING AREAS. PARTITIONS MUST BE

INSTALLED IN ACCORDANCE WITH FIRE PROTECTION & EGRESS REQUIREMENTS.  COORDINATE WITH OWNER'S REPRESENTATIVE.
14. TEMPORARY WALLS ARE NOT TO BE REMOVED UNTIL ALL FINISH WORK IS COMPLETED OR APPROVAL IS GRANTED BY OWNER'S

REPRESENTATIVE.
15. UPON REMOVAL OF TEMPORARY PARTITIONS, CONTRACTORS SHALL BE RESPONSIBLE TO PATCH TO MATCH EXISTING  ADJACENT

CONSTRUCTION.
16. ALL OPENINGS AND VOIDS LEFT BY THE REMOVAL OF EXISTING CONSTRUCTION EQUIPMENT SUCH AS PIPING, DUCTS, ETC. SHALL BE

PROPERLY PATCHED & OR CLOSED OFF TO MAINTAIN FIRE RATING OF SURROUNDING WALL
17. ALL AREAS TO BE DEMOLISHED OR DISTURBED BY ANY DEMOLITION ARE TO BE PATCHED & PAINTED (OR PREPARED FOR NEW WALL

COVERING). IF PAINTING IS REQUIRED, THE ENTIRE WALL SHALL RECEIVE PAINT TO AVOID MISMATCH OF COLOR.
18. EXISTING ITEMS SUCH AS EQUIPMENT, PLUMBING FIXTURES, ETC. THAT ARE TO REMAIN IN PLACE SHALL BE PROTECTED FROM DIRT AND

DAMAGE DURING DEMOLITION AND CONSTRUCTION.
19. WHERE REMOVAL OF A PORTION OF WALL/FLOOR COVERINGS IS REQUIRED, REMOVE ONLY THOSE MATERIALS TO THE EXTENT SHOWN

WITHIN THE ROOMS OR CORRIDORS. DEMOLITION INCLUDES REMOVAL OF ADHESIVES, GROUTING BEDS, ANCHORING DEVICES, AND
REQUIRES REMAINING SURFACES TO BE PREPARED FOR NEW CONSTRUCTION.

20. ALL ACOUSTICAL CEILINGS AND SUSPENSION SUPPORTS TO BE REMOVED SHALL INCLUDE CEILING TILES, SOFFITS, LIGHT FIXTURES,
GRILLES, DIFFUSERS, EXIT SIGNS, ELECTRICAL, COMMUNICATION & ASSOCIATED DEVICES, UNLESS OTHERWISE INDICATED.

21. WHERE REMOVAL OF A PORTION OF FINISHED CEILING IS REQUIRED, REMOVE ONLY THOSE LIGHT FIXTURES & OTHER CEILING EQUIPMENT
WITHIN THAT PORTION OF CEILING. COORDINATE WITH OWNER'S REPRESENTATIVE.

22. ALL NON-ATTACHED ITEMS, SUCH AS HOSPITAL FURNISHINGS, MOBILE EQUIPMENT, DESKS, BEDS, TABLES, CHAIRS, SPATIAL MOCK UP,
ETC. SHALL BE REMOVED BY OWNER PRIOR TO COMMENCEMENT OF ANY DEMOLITION WORK. CONTRACTORS SHALL COORDINATE WITH
OWNER'S REPRESENTATIVE FOR REMOVAL OR RELOCATION OF ANY REMAINING ITEMS.

23. CONTRACTORS SHALL AT ALL TIMES MAINTAIN EXIT/EGRESS PATH DURING CONSTRUCTION. IF REQUIRED TO DISTURB EXISTING EGRESS
PATH/EXIT. CONTRACTOR SHALL COORDINATE AND OBTAIN APPROVAL FROM LOCAL FIRE MARSHAL.

24. ALL FINISHED AREAS WHICH ARE DAMAGED DURING DEMOLITION BY THE CONTRACTORS SHALL BE PATCHED TO MATCH THE EXISTING
FINISHES, ETC. THE CONTRACTORS ARE RESPONSIBLE FOR PROVIDING NEW FINISHES.

KEYED NOTES

1 DEMOLISH CONCRETE WALL AND PREPARE TO MATCH EXISTING ADJACENT SURFACES.

2 DEMOLISH EXISTING PIPING/RISER - RE: PLUMBING DRAWINGS.

3 CUT CAISSON TO BELOW FUTURE LOWER LEVEL SLAB ELEVATION

4 REMOVE GRADE BEAM

5 DEMOLISH EXISTING CONCRETE RETAINING WALL AND STAIR

6 TEMPORARY DUST PARTITION - SEE PARTITION TYPE I.

7 PROTECT EXISTING FIBER OPTIC LINE THROUGHOUT CONSTRUCTION.
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GENERAL DEMOLITION NOTES

1. HEAVY DASHED LINES INDICATE DEMOLITION WORK SCREENED LINES INDICATE EXISTING TO REMAIN.
2. CONTRACTORS SHALL FIELD VERIFY ALL EXISTING CONSTRUCTION RELATED CONDITIONS PRIOR TO STARTING DEMOLITION. ANY AND ALL

DISCREPANCIES SHALL BE BROUGHT TO THE IMMEDIATE ATTENTION OF THE OWNER'S REPRESENTATIVE.
3. CONTRACTORS SHALL, AT ALL TIMES, MAINTAIN THE BUILDING IN A WATERTIGHT CONDITION.
4. AT CONSTRUCTION ACCESS CONTRACTORS SHALL PROVIDE LABOR & MATERIALS TO REPAIR ALL DISTURBED ELEMENTS.
5. CONTRACTORS SHALL TAKE ALL NECESSARY PRECAUTIONS TO PREVENT DAMAGE TO OWNER'S OCCUPIED AREAS ADJACENT TO NEW

CONSTRUCTION OR OCCUPIED AREAS WHERE VARIOUS SYSTEM CONNECTIONS OR EXTENSIONS ARE REQUIRED & ARE RESPONSIBLE FOR
DAMAGE CAUSED BY ADVERSE WEATHER CONDITIONS, INCLUDING RAIN, SNOW, ICE, AND WIND.

6. ALL DEMOLITION AND CONSTRUCTION ACTIVITIES SHALL BE COORDINATED WITH THE OWNER'S REPRESENTATIVE TO MINIMIZE DISRUPTION
TO THE NORMAL DAILY FUNCTIONING OF THE OWNER'S OCCUPIED AREAS.

7. NOISE SHALL BE KEPT TO A MINIMUM. ANY WORK REQUIRED AFTER NORMAL WORKING HOURS 7 A.M.-5 P.M. SHALL BE COORDINATED WITH
OWNER'S REPRESENTATIVE.

8. CONTRACTORS SHALL, AT ALL TIMES, INSURE UNINTERRUPTED HEATING, COOLING, PLUMBING, ELECTRICAL, & COMMUNICATIONS
SERVICES TO ALL PARTS OF THE HOSPITAL THAT REMAIN IN SERVICE, ANY PLUMBING, PIPING, ELECTRICAL OR COMMUNICATIONS
SERVICES CONTAINED WITHIN THE PROJECT THAT SERVE PARTS OF THE HOSPITAL REMAINING IN SERVICE SHALL BE MAINTAINED IN
OPERATING ORDER. ANY REQUIRED INTERRUPTION OF SERVICE SHALL BE COORDINATED WITH OWNER'S REPRESENTATIVE TO ALLOW
MINIMUM INTERFERENCE WITH OWNER'S OPERATION.

9. THE OWNER SHALL RETAIN ALL SALVAGE RIGHTS OVER BUILDING MATERILAS THAT ARE OF VALUE AS DESIGNATED BY THE OWNER'S
REPRESENTATIVE. THE OWNER'S REPRESENTATIVE SHALL DIRECT THE INDIVIDUAL CONTRACTORS TO THE LOCATIONS OF STORAGE AREAS
FOR VARIOUS SALVAGE ITEMS. THE STORAGE AREAS MAY BE OFF-SITE BUT WILL BE LOCATED WITHIN THE GENERAL IOWA CITY AREA. THE
CONTRACTORS ARE RESPONSIBLE FOR REMOVING FROM THE BUILDING AND THE CONSTRUCTION SITE ALL CONSTRUCTION DEBRIS AND
ITEMS NOT RETAINED BY THE OWNER'S REPRESENTATIVE. NO STORAGE OR DUMPING OF DEBRIS WILL BE ALLOWED ON THE HOSPITAL
GROUNDS.

10. THE CONTRACTORS SHALL BE RESPONSIBLE FOR STORAGE AND PROTECTION OF ALL SALVAGED ITEMS WHICH WILL BE REUSED IN THIS
PROJECT.

11. PROVIDE TEMPORARY (DUST) PARTITIONS AS INDICATED BY HEAVY SOLID LINES. SEE PARTITION TYPE I ON SHEET 1-A20.
12. COORDINATE DEMOLITION WITH NEW WORK. REMOVE ALL ITEMS NECESSARY TO COMPLETE NEW WORK. REMOVE AND REPLACE EXISTING

CEILING AS REQD.
13. TEMPORARY BARRICADES SHALL BE INSTALLED TO PREVENT DUST POLLUTION OF SURROUNDING AREAS. PARTITIONS MUST BE

INSTALLED IN ACCORDANCE WITH FIRE PROTECTION & EGRESS REQUIREMENTS.  COORDINATE WITH OWNER'S REPRESENTATIVE.
14. TEMPORARY WALLS ARE NOT TO BE REMOVED UNTIL ALL FINISH WORK IS COMPLETED OR APPROVAL IS GRANTED BY OWNER'S

REPRESENTATIVE.
15. UPON REMOVAL OF TEMPORARY PARTITIONS, CONTRACTORS SHALL BE RESPONSIBLE TO PATCH TO MATCH EXISTING  ADJACENT

CONSTRUCTION.
16. ALL OPENINGS AND VOIDS LEFT BY THE REMOVAL OF EXISTING CONSTRUCTION EQUIPMENT SUCH AS PIPING, DUCTS, ETC. SHALL BE

PROPERLY PATCHED & OR CLOSED OFF TO MAINTAIN FIRE RATING OF SURROUNDING WALL
17. ALL AREAS TO BE DEMOLISHED OR DISTURBED BY ANY DEMOLITION ARE TO BE PATCHED & PAINTED (OR PREPARED FOR NEW WALL

COVERING). IF PAINTING IS REQUIRED, THE ENTIRE WALL SHALL RECEIVE PAINT TO AVOID MISMATCH OF COLOR.
18. EXISTING ITEMS SUCH AS EQUIPMENT, PLUMBING FIXTURES, ETC. THAT ARE TO REMAIN IN PLACE SHALL BE PROTECTED FROM DIRT AND

DAMAGE DURING DEMOLITION AND CONSTRUCTION.
19. WHERE REMOVAL OF A PORTION OF WALL/FLOOR COVERINGS IS REQUIRED, REMOVE ONLY THOSE MATERIALS TO THE EXTENT SHOWN

WITHIN THE ROOMS OR CORRIDORS. DEMOLITION INCLUDES REMOVAL OF ADHESIVES, GROUTING BEDS, ANCHORING DEVICES, AND
REQUIRES REMAINING SURFACES TO BE PREPARED FOR NEW CONSTRUCTION.

20. ALL ACOUSTICAL CEILINGS AND SUSPENSION SUPPORTS TO BE REMOVED SHALL INCLUDE CEILING TILES, SOFFITS, LIGHT FIXTURES,
GRILLES, DIFFUSERS, EXIT SIGNS, ELECTRICAL, COMMUNICATION & ASSOCIATED DEVICES, UNLESS OTHERWISE INDICATED.

21. WHERE REMOVAL OF A PORTION OF FINISHED CEILING IS REQUIRED, REMOVE ONLY THOSE LIGHT FIXTURES & OTHER CEILING EQUIPMENT
WITHIN THAT PORTION OF CEILING. COORDINATE WITH OWNER'S REPRESENTATIVE.

22. ALL NON-ATTACHED ITEMS, SUCH AS HOSPITAL FURNISHINGS, MOBILE EQUIPMENT, DESKS, BEDS, TABLES, CHAIRS, SPATIAL MOCK UP,
ETC. SHALL BE REMOVED BY OWNER PRIOR TO COMMENCEMENT OF ANY DEMOLITION WORK. CONTRACTORS SHALL COORDINATE WITH
OWNER'S REPRESENTATIVE FOR REMOVAL OR RELOCATION OF ANY REMAINING ITEMS.

23. CONTRACTORS SHALL AT ALL TIMES MAINTAIN EXIT/EGRESS PATH DURING CONSTRUCTION. IF REQUIRED TO DISTURB EXISTING EGRESS
PATH/EXIT. CONTRACTOR SHALL COORDINATE AND OBTAIN APPROVAL FROM LOCAL FIRE MARSHAL.

24. ALL FINISHED AREAS WHICH ARE DAMAGED DURING DEMOLITION BY THE CONTRACTORS SHALL BE PATCHED TO MATCH THE EXISTING
FINISHES, ETC. THE CONTRACTORS ARE RESPONSIBLE FOR PROVIDING NEW FINISHES.

KEYED NOTES

1 LIMIT OF DEMOLITION AT HEAVY DOT-DASHED LINE.  ENCLOSE WITH DUST PARTITION
ALONG OPEN AREAS.

2 DEMOLISH EXTERIOR WALL.

3 SALVAGE WALL MTD. LADDER AND RELOCATE TO EAST WALL, BEHIND FENCE

4 DEMOLISH FACE BRICK. EXISTING COLUMN TO REMAIN.

5 DEMOLISH FLOOR DRAIN - RE: MECH

6 DEMOLISH DUMBWAITER & INFILL FLOOR OPENING

7 DEMOLISH EXTERIOR WALLS AND STRUCTURE WITHIN HATCHED AREA.

8 REMOVE SWINGING GATE ON STAIR AFTER NEW SOUTH ENTRANCE IS OPERATIONAL.

9 REMOVE FACEBRICK, ANCHORS, AND SHELF ANGLE OVER
OPENINGS.  STUD BACKUP AND SHEATHING TO REMAIN.

REMOVE FACE BRICK

EXISTING ALUMINUM
WINDOW W/ INTEGRAL
BLIND TO REMAIN

EXISTING CEILING
TO REMAIN

EXISTING WALL
ASSEMBLY
TO REMAIN

EXISTING ALUMINUM
WINDOW W/ INTEGRAL
BLIND TO REMAIN

EXISTING WINDOW STOOL
TO REMAIN

REMOVE FACE BRICK

EXISTING RIGID INSULATION
TO REMAIN

EXISTING WALL
ASSEMBLY
TO REMAIN

_

_
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_

_
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ARCHITECTURAL DEMOLITION PLAN

LEVEL 1

1-A2

 1/8" = 1'-0"
1

ARCHITECTURAL DEMOLITION PLAN - LEVEL 1 ZONE A

 1/8" = 1'-0"
2

ARCHITECTURAL DEMOLITION PLAN - LEVEL 1 ZONE B

 1 1/2" = 1'-0"
5

DEMOLITION DETAIL

 1 1/2" = 1'-0"
6

DEMOLITION DETAIL
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GENERAL DEMOLITION NOTES

1. HEAVY DASHED LINES INDICATE DEMOLITION WORK SCREENED LINES INDICATE EXISTING TO REMAIN.
2. CONTRACTORS SHALL FIELD VERIFY ALL EXISTING CONSTRUCTION RELATED CONDITIONS PRIOR TO STARTING DEMOLITION. ANY AND ALL

DISCREPANCIES SHALL BE BROUGHT TO THE IMMEDIATE ATTENTION OF THE OWNER'S REPRESENTATIVE.
3. CONTRACTORS SHALL, AT ALL TIMES, MAINTAIN THE BUILDING IN A WATERTIGHT CONDITION.
4. AT CONSTRUCTION ACCESS CONTRACTORS SHALL PROVIDE LABOR & MATERIALS TO REPAIR ALL DISTURBED ELEMENTS.
5. CONTRACTORS SHALL TAKE ALL NECESSARY PRECAUTIONS TO PREVENT DAMAGE TO OWNER'S OCCUPIED AREAS ADJACENT TO NEW

CONSTRUCTION OR OCCUPIED AREAS WHERE VARIOUS SYSTEM CONNECTIONS OR EXTENSIONS ARE REQUIRED & ARE RESPONSIBLE FOR
DAMAGE CAUSED BY ADVERSE WEATHER CONDITIONS, INCLUDING RAIN, SNOW, ICE, AND WIND.

6. ALL DEMOLITION AND CONSTRUCTION ACTIVITIES SHALL BE COORDINATED WITH THE OWNER'S REPRESENTATIVE TO MINIMIZE DISRUPTION
TO THE NORMAL DAILY FUNCTIONING OF THE OWNER'S OCCUPIED AREAS.

7. NOISE SHALL BE KEPT TO A MINIMUM. ANY WORK REQUIRED AFTER NORMAL WORKING HOURS 7 A.M.-5 P.M. SHALL BE COORDINATED WITH
OWNER'S REPRESENTATIVE.

8. CONTRACTORS SHALL, AT ALL TIMES, INSURE UNINTERRUPTED HEATING, COOLING, PLUMBING, ELECTRICAL, & COMMUNICATIONS
SERVICES TO ALL PARTS OF THE HOSPITAL THAT REMAIN IN SERVICE, ANY PLUMBING, PIPING, ELECTRICAL OR COMMUNICATIONS
SERVICES CONTAINED WITHIN THE PROJECT THAT SERVE PARTS OF THE HOSPITAL REMAINING IN SERVICE SHALL BE MAINTAINED IN
OPERATING ORDER. ANY REQUIRED INTERRUPTION OF SERVICE SHALL BE COORDINATED WITH OWNER'S REPRESENTATIVE TO ALLOW
MINIMUM INTERFERENCE WITH OWNER'S OPERATION.

9. THE OWNER SHALL RETAIN ALL SALVAGE RIGHTS OVER BUILDING MATERILAS THAT ARE OF VALUE AS DESIGNATED BY THE OWNER'S
REPRESENTATIVE. THE OWNER'S REPRESENTATIVE SHALL DIRECT THE INDIVIDUAL CONTRACTORS TO THE LOCATIONS OF STORAGE AREAS
FOR VARIOUS SALVAGE ITEMS. THE STORAGE AREAS MAY BE OFF-SITE BUT WILL BE LOCATED WITHIN THE GENERAL IOWA CITY AREA. THE
CONTRACTORS ARE RESPONSIBLE FOR REMOVING FROM THE BUILDING AND THE CONSTRUCTION SITE ALL CONSTRUCTION DEBRIS AND
ITEMS NOT RETAINED BY THE OWNER'S REPRESENTATIVE. NO STORAGE OR DUMPING OF DEBRIS WILL BE ALLOWED ON THE HOSPITAL
GROUNDS.

10. THE CONTRACTORS SHALL BE RESPONSIBLE FOR STORAGE AND PROTECTION OF ALL SALVAGED ITEMS WHICH WILL BE REUSED IN THIS
PROJECT.

11. PROVIDE TEMPORARY (DUST) PARTITIONS AS INDICATED BY HEAVY SOLID LINES. SEE PARTITION TYPE I ON SHEET 1-A20.
12. COORDINATE DEMOLITION WITH NEW WORK. REMOVE ALL ITEMS NECESSARY TO COMPLETE NEW WORK. REMOVE AND REPLACE EXISTING

CEILING AS REQD.
13. TEMPORARY BARRICADES SHALL BE INSTALLED TO PREVENT DUST POLLUTION OF SURROUNDING AREAS. PARTITIONS MUST BE

INSTALLED IN ACCORDANCE WITH FIRE PROTECTION & EGRESS REQUIREMENTS.  COORDINATE WITH OWNER'S REPRESENTATIVE.
14. TEMPORARY WALLS ARE NOT TO BE REMOVED UNTIL ALL FINISH WORK IS COMPLETED OR APPROVAL IS GRANTED BY OWNER'S

REPRESENTATIVE.
15. UPON REMOVAL OF TEMPORARY PARTITIONS, CONTRACTORS SHALL BE RESPONSIBLE TO PATCH TO MATCH EXISTING  ADJACENT

CONSTRUCTION.
16. ALL OPENINGS AND VOIDS LEFT BY THE REMOVAL OF EXISTING CONSTRUCTION EQUIPMENT SUCH AS PIPING, DUCTS, ETC. SHALL BE

PROPERLY PATCHED & OR CLOSED OFF TO MAINTAIN FIRE RATING OF SURROUNDING WALL
17. ALL AREAS TO BE DEMOLISHED OR DISTURBED BY ANY DEMOLITION ARE TO BE PATCHED & PAINTED (OR PREPARED FOR NEW WALL

COVERING). IF PAINTING IS REQUIRED, THE ENTIRE WALL SHALL RECEIVE PAINT TO AVOID MISMATCH OF COLOR.
18. EXISTING ITEMS SUCH AS EQUIPMENT, PLUMBING FIXTURES, ETC. THAT ARE TO REMAIN IN PLACE SHALL BE PROTECTED FROM DIRT AND

DAMAGE DURING DEMOLITION AND CONSTRUCTION.
19. WHERE REMOVAL OF A PORTION OF WALL/FLOOR COVERINGS IS REQUIRED, REMOVE ONLY THOSE MATERIALS TO THE EXTENT SHOWN

WITHIN THE ROOMS OR CORRIDORS. DEMOLITION INCLUDES REMOVAL OF ADHESIVES, GROUTING BEDS, ANCHORING DEVICES, AND
REQUIRES REMAINING SURFACES TO BE PREPARED FOR NEW CONSTRUCTION.

20. ALL ACOUSTICAL CEILINGS AND SUSPENSION SUPPORTS TO BE REMOVED SHALL INCLUDE CEILING TILES, SOFFITS, LIGHT FIXTURES,
GRILLES, DIFFUSERS, EXIT SIGNS, ELECTRICAL, COMMUNICATION & ASSOCIATED DEVICES, UNLESS OTHERWISE INDICATED.

21. WHERE REMOVAL OF A PORTION OF FINISHED CEILING IS REQUIRED, REMOVE ONLY THOSE LIGHT FIXTURES & OTHER CEILING EQUIPMENT
WITHIN THAT PORTION OF CEILING. COORDINATE WITH OWNER'S REPRESENTATIVE.

22. ALL NON-ATTACHED ITEMS, SUCH AS HOSPITAL FURNISHINGS, MOBILE EQUIPMENT, DESKS, BEDS, TABLES, CHAIRS, SPATIAL MOCK UP,
ETC. SHALL BE REMOVED BY OWNER PRIOR TO COMMENCEMENT OF ANY DEMOLITION WORK. CONTRACTORS SHALL COORDINATE WITH
OWNER'S REPRESENTATIVE FOR REMOVAL OR RELOCATION OF ANY REMAINING ITEMS.

23. CONTRACTORS SHALL AT ALL TIMES MAINTAIN EXIT/EGRESS PATH DURING CONSTRUCTION. IF REQUIRED TO DISTURB EXISTING EGRESS
PATH/EXIT. CONTRACTOR SHALL COORDINATE AND OBTAIN APPROVAL FROM LOCAL FIRE MARSHAL.

24. ALL FINISHED AREAS WHICH ARE DAMAGED DURING DEMOLITION BY THE CONTRACTORS SHALL BE PATCHED TO MATCH THE EXISTING
FINISHES, ETC. THE CONTRACTORS ARE RESPONSIBLE FOR PROVIDING NEW FINISHES.

KEYED NOTES

1 DEMOLISH END OF UTILITY CONNECTION BRIDGE AND PREPARE FOR EXTENSION.

2 TEMPORARY DUST PARTITION - SEE PARTITION TYPE I.

3 DEMOLISH EXTERIOR WALL AND INSTALL NEW BRICK LEDGE.  SEE DETAIL 8/1-A27.

4 DEMOLISH EXTERIOR WINDOW, INFILL, AND MATCH EXISTING INTERIOR SURFACES.
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LEVEL 1 

1-A4

CONCEPTUAL PHASING PLAN

DN RD

GENERAL NOTES

OF TEMPORARY WALKWAY

INSTALL SHORING AFTER COMPLETION 

LOSE DECON. SHOWER / TOILET

ED - RELOCATE AMB. GAR.

FULL CAPACITY

PRIMARY CARE - 

1 CS / SH

3 INTAKE

22 EXAM / OFFICE

PRIMARY CARE - 

1 CS / SH

24 EXAM / OFFICE

PRIMARY CARE - 

1 CS / ES, 2 SH

21 EXAM / OFFICE

PRIMARY CARE - 

FUTURE PARKING RAMP

EXISTING MRI BUILDING

LOSE DECON. STORAGE

ED - RELOCATE AMB. GAR.

FULL CAPACITY

PRIMARY CARE - 

CONTINUOUS ACCESS

OVER TEMP. ENCLOSURE TO MAINTAIN 

BUILD NEW WALKWAY STRUCTURE 

3

2

0.9

0.1

6
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2
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CCBBAAFE1E E1E F AA CCBB

6

7

5

4

3

2

0.9

0.1

E1EDCB1 F AA

E1EDCB1 F AA

ENCLOSURE

TEMPORARY 

WALL AT LEVEL 1 AND LOWER LEVEL

RECONFIGURE STAIR LANDING AND 

STARTING DEMOLITION OF CHAPEL.

THIS DRAWING ONLY INDICATES PHASING ON LEVEL 1.  LEVEL 3 RENOVATION WORK MUST BE COMPLETE BEFORE3.

NUMBERS ON PHASE TAG INDICATE ROOMS TO BE OPEN THROUGHOUT THE CONSTRUCTION PHASE.2.

ALL DRAWINGS SHOW CONDITIONS AT COMPLETION OF EACH PHASE.  DEMOLITION WORK IS NOT SHOWN.1.

EXTERIOR.  SEE 1/1-A17

ENCLOSURE AND DEMOLITION OF 

CONSTRUCTION OF TEMP. 

AND COLUMNS BEFORE 

CONSTRUCT NEW FOOTINGS, SLAB, 

AREA OF SCOPE OF WORK

INDICATES TEMPORARY DUST PARTITION - SEE PARTITION TYPE I.

SCOPE OF WORK

OF WORK

SCOPE

OF WORK

SCOPE

SCOPE OF WORK

OF WORK

SCOPE

OF WORK

SCOPE

SCOPE OF WORK PHASE DESCRIPTIONS

COLUMNS

WALKWAY ENCLOSURE AND NEW 

COMPLETION OF TEMPORARY 

DEMOLISH CHAPEL AFTER 

TO MAINTAIN OPERATION

AFTER HOURS AS NEEDED 

FLOORING AND FINISHES 

CONSTRUCTION.  INSTALL 

AREA) THROUGHOUT 

PHARMACY (HATCHED 

MAINTAIN ACCESS TO 

GARAGE.  SEE SHEET 2/1-S3.

BEFORE DEMOLITION OF AMBULANCE 

SUPPORT WALLS ON EXISTING WALL 

CONSTRUCT NEW CONCRETE 

PHASE 5B

PHASE 5A

COMPLETE WORK IN PHASE 5A PRIOR TO WORK IN PHASE 5B.

PHASE 5:  COMPLETE DEMOLITION AND RENOVATION OF REMAINING PORTIONS OF PRIMARY CARE SPACE. 

ACCESS TO PHARMACY AT ALL TIMES.

PHASE 4:  DEMOLISH EAST PORTION OF EXISTING PRIMARY CARE AND RENOVATE AS SHOWN IN 1-A4.  RETAIN 

FUNCTIONS AT ALL TIMES.

EMERGENCY DEPARTMENT TRIAGE ROOM 1W200B.  MAINTAIN ACCESS TO OTHER EXISTING PRIMARY CARE 

EMERGENCY DEPARTMENT AND PORTION OF PRIMARY CARE FOR RENOVATION SHOWN IN 1-A4.  CONSTRUCT 

PHASE 3:  FOLLOWING COMPLETION OF EMERGENCY DEPARTMENT, COMMENCE DEMOLITION OF EXISTING 

DURING BUSINESS HOURS. 

NEW SIGNAGE INDICATING TEMPORARY EGRESS PATH TO ELEVATOR BANK "C", AND ADDITIONAL FIRE WATCH 

DURING THIS PERIOD OF PHASE 2, PROVIDE TEMPORARY SMOKE DETECTION IN CORRIDORS OF EXISTING CLINIC, 

SHELL CONSTRUCTION, WORK IN PHASE 2A SHALL BEGIN IN ORDER TO LIMIT DOWN-TIME OF THE EGRESS STAIR. 

1ST14, AND COMPLETION OF THE STRUCTURE OVER THE TEMPORARY WALKWAY.  UPON COMPLETION OF NEW 

ROOM 1W200B (1-A4)).  THIS PHASE ALSO INCLUDES ALL SITE WORK, CONNECTION TO SOUTH EGRESS STAIR 

PHASE 2:  CONSTRUCT NEW SHELL AND EMERGENCY DEPARTMENT FIT-OUT (WITH THE EXCEPTION OF TRIAGE 

SYSTEM MAY BEGIN IN THIS PHASE.

CONSTRUCTION.  SITE WORK THAT DOES NOT INTERFERE WITH OPERATION OF IOWA CITY VA HEALTHCARE 

1 (1W71-1W77), EMERGENCY DEPARTMENT, AND EMERGENCY EGRESS MUST BE MAINTAINED THROUGHOUT 

INSTALLATION OF COLUMNS, AND OPENING OF TEMPORARY WALKWAY.  ACCESS TO EXISTING MRI WING AT LEVEL 

DEMOLITION OF EXISTING CHAPEL MAY COMMENCE ONLY AFTER COMPLETION OF RENOVATED CHAPEL, 

FORM NEW FOOTINGS AND FLOOR SLAB AT 1CW07, AND BUILD TEMPORARY ENCLOSURE FOR WALKWAY.  

OPERABLE PARTITION (1-A21).  CONSTRUCT NEW COLUMNS TO SUPPORT AMBULANCE GARAGE BEAMS (1-A4).  

PHASE 1:  BEGIN WORK IN THE LEVEL 3 CHAPEL RENOVATION (1-A9) AND CONFERENCE ROOM 3W101A / 3W101B 

PHASE 2A
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REAGENT
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GENERAL NOTES

1. SOLID LINES INDICATE NEW CONSTRUCTION WHILE SCREENED LINES INDICATE EXISTING CONSTRUCTION OR NEW CONSTRUCTION COVERED IN A
PREVIOUS DIVISION.

2. ALL PIPING, CONDUITS AND RELATED MECH. AND ELEC. ITEMS SHALL BE CONCEALED WITHIN DRYWALL FURRING AS REQUIRED IN FINISHED AREAS
WHETHER SHOWN ON DRAWINGS OR NOT, U.N.O.

3. PROVIDE METAL PLATE BACKING AND/OR TREATED WOOD BLOCKING IN WALLS WHERE WALL-MOUNTED EQUIPMENT IS SHOWN ON PLANS OR
ELEVATIONS.  VERIFY HEIGHT AND LENGTH WITH ACTUAL EQUIPMENT.

4. ALL PARTITION TYPES TO BE A-- UNLESS OTHERWISE NOTED.
5. ALL MECH. EQUIPMENT PADS TO BE 4" HIGH U.N.O.  LENGTH AND WIDTH OF PADS TO BE VERIFIED BY CONTRACTOR.
6. VERIFY EXIST. DIMENSIONS, CONDITIONS AND FINISHES BEFORE PRICING AND/OR PROCEEDING WITH WORK.  DISCREPANCIES SHALL BE

BROUGHT TO THE ARCHITECT'S ATTENTION IMMEDIATELY.
7. PATCH ALL HOLES IN EXIST. SURFACES WHERE EQUIPMENT HAS BEEN REMOVED OR DEMOLITION HAS OCCURED.  PREPARE SURFACES AS

REQUIRED FOR NEW FINISHES.  PATCH TO MATCH ADJACENT SURFACE IF NOT SCHEDULED.
8. ALL EXIST. FLOOR OPENINGS AND DEPRESSIONS IN THE WORK AREA SHALL BE FILLED OR CLOSED U.N.O. WITH MATERIALS TO MATCH

ADJACENT SURFACES, FINISHES, AND FIRE RATINGS.
9. HOLD GWB 1/2" OFF FINISH FLOOR, INSTALL FIRE RATED SEALANT AT RATED PARTITIONS, INSTALL ACCOUSTICAL SEALANT AT NON-RATED

PARTITIONS.
10. FEATHER FLOOR LEVELING COMPOUND IN CORRIDORS AT EITHER SIDE OF EXPANSION JOINT TO A SLOPE NOT GREATER THAN 1/8" PER FOOT.
11. CONTRACTOR IS TO VERIFY ALL EXIST. CONDITIONS & DIMENSIONS PRIOR TO WORK.  DIMENSIONS INDICATED ON THESE DRAWINGS ARE DERIVED

FROM THE ORIGINAL BUILDING DRAWINGS AND FROM LIMITED FIELD OBSERVATIONS.  THE DIMENSIONS ARE A NOMINAL REPRESENTATION OF THE
BUILDING.  LOCAL CONDITIONS MAY VARY.  THE CONTRACTOR WILL BE RESPONSIBLE FOR FIELD VERIFYING AND FITTING NEW
CONSTRUCTION TO THE ACTUAL BUILDING DIMENSIONS.  SIGNIFICANT DIMENSION DEVIATIONS ARE TO BE REPORTED TO THE ARCHITECT PRIOR
TO COMPLETING WORK.

12. MATCH FINISHED WALL OR PARTITION THICKNESS WHERE NEW WALLS OR PARTITIONS OCCUR IN LINE WITH EXISTING WALLS.
13. WHERE NEW FLOOR CONSTRUCTION MATERIALS MEET EXIST. CONDITIONS, PROTECT ADJACENT ORIGINAL FINISHES.  NEW AND EXIST. FLOOR

FINISHES ARE TO BE INSTALLED AT THE SAME ELEVATION.
14. WHERE EXIST. PIPING / CONDUIT IS REMOVED, HOLES ARE TO BE PATCHED TO MATCH EXIST. ADJACENT MATERIALS.  PROVIDE FIRE RATED

OR ACCOUSTICAL SEALANT WHERE INDICATED.
15. TYPICAL INTERIOR DIMENSIONS ARE TO CENTERLINE OF STUD.

KEYED NOTES

1 COLUMN TO BE BUILT AS PART OF MECHANICAL SITE IMPROVEMENT PROJECT.
PATCH BRICK AFTER MAKING NECESSARY MODIFICATIONS.

2 FEC 1: SURFACE MOUNTED FEC.

3 FEC 2: SEMI-RECESSED FEC.

4 ACCESS PANEL - RE: 7/1-A28.

5 2'-0" HIGH CONCRETE WALL.  RE: CIVIL.

_

_

_

_

_

_

_

_
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GENERAL NOTES

1. SOLID LINES INDICATE NEW CONSTRUCTION WHILE SCREENED LINES INDICATE EXISTING CONSTRUCTION OR NEW CONSTRUCTION COVERED IN A
PREVIOUS DIVISION.

2. ALL PIPING, CONDUITS AND RELATED MECH. AND ELEC. ITEMS SHALL BE CONCEALED WITHIN DRYWALL FURRING AS REQUIRED IN FINISHED AREAS
WHETHER SHOWN ON DRAWINGS OR NOT, U.N.O.

3. PROVIDE METAL PLATE BACKING AND/OR TREATED WOOD BLOCKING IN WALLS WHERE WALL-MOUNTED EQUIPMENT IS SHOWN ON PLANS OR
ELEVATIONS.  VERIFY HEIGHT AND LENGTH WITH ACTUAL EQUIPMENT.

4. ALL PARTITION TYPES TO BE A-- UNLESS OTHERWISE NOTED.
5. ALL MECH. EQUIPMENT PADS TO BE 4" HIGH U.N.O.  LENGTH AND WIDTH OF PADS TO BE VERIFIED BY CONTRACTOR.
6. VERIFY EXIST. DIMENSIONS, CONDITIONS AND FINISHES BEFORE PRICING AND/OR PROCEEDING WITH WORK.  DISCREPANCIES SHALL BE

BROUGHT TO THE ARCHITECT'S ATTENTION IMMEDIATELY.
7. PATCH ALL HOLES IN EXIST. SURFACES WHERE EQUIPMENT HAS BEEN REMOVED OR DEMOLITION HAS OCCURED.  PREPARE SURFACES AS

REQUIRED FOR NEW FINISHES.  PATCH TO MATCH ADJACENT SURFACE IF NOT SCHEDULED.
8. ALL EXIST. FLOOR OPENINGS AND DEPRESSIONS IN THE WORK AREA SHALL BE FILLED OR CLOSED U.N.O. WITH MATERIALS TO MATCH

ADJACENT SURFACES, FINISHES, AND FIRE RATINGS.
9. HOLD GWB 1/2" OFF FINISH FLOOR, INSTALL FIRE RATED SEALANT AT RATED PARTITIONS, INSTALL ACCOUSTICAL SEALANT AT NON-RATED

PARTITIONS.
10. FEATHER FLOOR LEVELING COMPOUND IN CORRIDORS AT EITHER SIDE OF EXPANSION JOINT TO A SLOPE NOT GREATER THAN 1/8" PER FOOT.
11. CONTRACTOR IS TO VERIFY ALL EXIST. CONDITIONS & DIMENSIONS PRIOR TO WORK.  DIMENSIONS INDICATED ON THESE DRAWINGS ARE DERIVED

FROM THE ORIGINAL BUILDING DRAWINGS AND FROM LIMITED FIELD OBSERVATIONS.  THE DIMENSIONS ARE A NOMINAL REPRESENTATION OF THE
BUILDING.  LOCAL CONDITIONS MAY VARY.  THE CONTRACTOR WILL BE RESPONSIBLE FOR FIELD VERIFYING AND FITTING NEW
CONSTRUCTION TO THE ACTUAL BUILDING DIMENSIONS.  SIGNIFICANT DIMENSION DEVIATIONS ARE TO BE REPORTED TO THE ARCHITECT PRIOR
TO COMPLETING WORK.

12. MATCH FINISHED WALL OR PARTITION THICKNESS WHERE NEW WALLS OR PARTITIONS OCCUR IN LINE WITH EXISTING WALLS.
13. WHERE NEW FLOOR CONSTRUCTION MATERIALS MEET EXIST. CONDITIONS, PROTECT ADJACENT ORIGINAL FINISHES.  NEW AND EXIST. FLOOR

FINISHES ARE TO BE INSTALLED AT THE SAME ELEVATION.
14. WHERE EXIST. PIPING / CONDUIT IS REMOVED, HOLES ARE TO BE PATCHED TO MATCH EXIST. ADJACENT MATERIALS.  PROVIDE FIRE RATED

OR ACCOUSTICAL SEALANT WHERE INDICATED.
15. TYPICAL INTERIOR DIMENSIONS ARE TO CENTERLINE OF STUD.

KEYED NOTES

1 SPECIMEN PASS-THROUGH. SEE DETAIL 6/1-A21.

2 4" EXPANSION JOINT & COVER.

3 2" EXPANSION JOINT & COVER.

4 TRENCH DRAIN. RE: MECH.

5 FEC 1: SURFACE MOUNTED FEC.

6 FEC 2: SEMI-RECESSED FEC.

7 FEC 3: RECESSED FEC.

8 WITHIN HATCHED AREA - LEVEL EXISITING EXTERIOR FLOOR TO MATCH EXISITNG LEVEL 1.

9 42" STEEL GUARDRAIL - NOT NEEDED IF THERE IS NO SPACE BETWEEN GRATE AND DUCTS.
COORDINATE WITH MECH.

10 42" HIGH STEEL GUARDRAIL TO MATCH EXISTING.  RE:8/1-A15.

11 METAL BAR GRATE FLOOR.  RE: 5/1-A18.

12 DRINKING FOUNTAIN - RE: MECHANICAL SPEC.

13 NOT USED.

14 EXISTING UTILITY VAULT AND MANHOLE COVER TO REMAIN.  RAISE MANHOLE AS
REQUIRED TO MAKE IT LEVEL WITH AMBULANCE GARAGE FLOOR.  RE: CIVIL.

15 INFILL EXISTING WINDOW TO MATCH ADJOINING FINISHES.

16 MED GAS ZONE VALVE CABINET.

17 AREA ALARM PANEL.

18 3 1/2" X 18" X 35" 5,000 PSI CONCRETE SPLASH BLOCK - COLOR: GRAY @ ALL
SCUPPER LOCATIONS
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ARCHITECTURAL DIMENSION PLAN

LEVEL 1

1-A6

 1/8" = 1'-0"
1

ARCHITECTURAL DIMENSION PLAN - LEVEL 1 ZONE A

 1/8" = 1'-0"
2

ARCHITECTURAL DIMENSION PLAN - LEVEL 1 ZONE B

NOTE: MRI LOCATED IN THIS BUILDING.
COORDINATE WITH OWNER TO AVOID
INTERFERENCE WITH OPERATION.
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GENERAL NOTES

1. SOLID LINES INDICATE NEW CONSTRUCTION WHILE SCREENED LINES INDICATE EXISTING CONSTRUCTION OR NEW CONSTRUCTION COVERED IN A
PREVIOUS DIVISION.

2. ALL PIPING, CONDUITS AND RELATED MECH. AND ELEC. ITEMS SHALL BE CONCEALED WITHIN DRYWALL FURRING AS REQUIRED IN FINISHED AREAS
WHETHER SHOWN ON DRAWINGS OR NOT, U.N.O.

3. PROVIDE METAL PLATE BACKING AND/OR TREATED WOOD BLOCKING IN WALLS WHERE WALL-MOUNTED EQUIPMENT IS SHOWN ON PLANS OR
ELEVATIONS.  VERIFY HEIGHT AND LENGTH WITH ACTUAL EQUIPMENT.

4. ALL PARTITION TYPES TO BE A-- UNLESS OTHERWISE NOTED.
5. ALL MECH. EQUIPMENT PADS TO BE 4" HIGH U.N.O.  LENGTH AND WIDTH OF PADS TO BE VERIFIED BY CONTRACTOR.
6. VERIFY EXIST. DIMENSIONS, CONDITIONS AND FINISHES BEFORE PRICING AND/OR PROCEEDING WITH WORK.  DISCREPANCIES SHALL BE

BROUGHT TO THE ARCHITECT'S ATTENTION IMMEDIATELY.
7. PATCH ALL HOLES IN EXIST. SURFACES WHERE EQUIPMENT HAS BEEN REMOVED OR DEMOLITION HAS OCCURED.  PREPARE SURFACES AS

REQUIRED FOR NEW FINISHES.  PATCH TO MATCH ADJACENT SURFACE IF NOT SCHEDULED.
8. ALL EXIST. FLOOR OPENINGS AND DEPRESSIONS IN THE WORK AREA SHALL BE FILLED OR CLOSED U.N.O. WITH MATERIALS TO MATCH

ADJACENT SURFACES, FINISHES, AND FIRE RATINGS.
9. HOLD GWB 1/2" OFF FINISH FLOOR, INSTALL FIRE RATED SEALANT AT RATED PARTITIONS, INSTALL ACCOUSTICAL SEALANT AT NON-RATED

PARTITIONS.
10. FEATHER FLOOR LEVELING COMPOUND IN CORRIDORS AT EITHER SIDE OF EXPANSION JOINT TO A SLOPE NOT GREATER THAN 1/8" PER FOOT.
11. CONTRACTOR IS TO VERIFY ALL EXIST. CONDITIONS & DIMENSIONS PRIOR TO WORK.  DIMENSIONS INDICATED ON THESE DRAWINGS ARE DERIVED

FROM THE ORIGINAL BUILDING DRAWINGS AND FROM LIMITED FIELD OBSERVATIONS.  THE DIMENSIONS ARE A NOMINAL REPRESENTATION OF THE
BUILDING.  LOCAL CONDITIONS MAY VARY.  THE CONTRACTOR WILL BE RESPONSIBLE FOR FIELD VERIFYING AND FITTING NEW
CONSTRUCTION TO THE ACTUAL BUILDING DIMENSIONS.  SIGNIFICANT DIMENSION DEVIATIONS ARE TO BE REPORTED TO THE ARCHITECT PRIOR
TO COMPLETING WORK.

12. MATCH FINISHED WALL OR PARTITION THICKNESS WHERE NEW WALLS OR PARTITIONS OCCUR IN LINE WITH EXISTING WALLS.
13. WHERE NEW FLOOR CONSTRUCTION MATERIALS MEET EXIST. CONDITIONS, PROTECT ADJACENT ORIGINAL FINISHES.  NEW AND EXIST. FLOOR

FINISHES ARE TO BE INSTALLED AT THE SAME ELEVATION.
14. WHERE EXIST. PIPING / CONDUIT IS REMOVED, HOLES ARE TO BE PATCHED TO MATCH EXIST. ADJACENT MATERIALS.  PROVIDE FIRE RATED

OR ACCOUSTICAL SEALANT WHERE INDICATED.
15. TYPICAL INTERIOR DIMENSIONS ARE TO CENTERLINE OF STUD.

KEYED NOTES

1 DROPPED SLAB - RE: STRUCT.

2 FEC 3: RECESSED FEC.

3 COLUMN EXTENSION FOR FUTURE EXPANSION.

4 ROOF DRAIN AND OVERFLOW.

5 DOOR SILL ELEVATION AT 8" A.F.F.  INCLUDE SIGN ON DOOR READING "NOT AN EXIT".

6 METAL STUD CURB - COORDINATE WITH MECH.

7 REMOVABLE PANELS WITHIN HATCHED AREA - RE: 1-A15.

8 NEW PIPE CHASE - CORE DRILL THROUGH SLAB FOR PIPING AND SEAL WITH FIRE
STOPPING. RE: MECH.  INTERIOR FINISHES TO MATCH EXISTING.

9 DOOR SILL ELEVATION AT 8" A.F.F.

10 OVERFLOW DRAIN AND ROOF DRAIN.

11 NOT USED.

12 SAFETY GUARDRAIL SYSTEM TO MEET OSHA STANDARDS.
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DEDUCT ALTERNATES

1-A8

 1/8" = 1'-0"
1

DEDUCT ALTERNATE 4 - DIMENSION PLAN - LEVEL 2 ZONE B

 1/8" = 1'-0"
2

DEDUCT ALTERNATE 4 - BUILDING ELEVATIONS - WEST

 1/8" = 1'-0"
3

DEDUCT ALTERNATE 4 - BUILDING ELEVATION - SOUTH

 3/8" = 1'-0"
4

WALL SECTION - DEDUCT ALTERNATE 4 FRAMING

METAL DECK AND
STRUCTURAL
STEEL FRAMING -
RE: STRUCT.

 1/8" = 1'-0"
5

DEDUCT ALTERNATE 5 - DIMENSION PLAN - LEVEL 2 ZONE B

 1/8" = 1'-0"
6

DEDUCT ALTERNATE 5 - BUILDING ELEVATIONS - NORTH

 1/8" = 1'-0"
7

DEDUCT ALTERNATE 5 - BUILDING ELEVATIONS - WEST

THROUGH WALL FLASHING

WRAP MEMBRANE UNDER FLASHING

4" CMU BASE

C.J. C.J. C.J. C.J.

C.J. C.J. C.J. C.J.

C.J. C.J.

C.J.

GENERAL DEDUCT ALTERNATE NOTES

Deduct Alternate 1.  (Base Bid minus the following work):
a. Eliminate exterior signage.  Electrical rough-in and branch circuits to remain in project.
b. Eliminate all landscaping with the exception of groundcover and mulch.
c. Eliminate the glycol underfloor heating system from Ambulance Garage 1W221 and Equipment Storage

1W221C.

Deduct Alternate 2.  (Base Bid minus Deduct Alternate 1 and the following work):
a. Eliminate Level 1 Clinic renovation.

Deduct Alternate 3.  (Base Bid minus Deduct Alternates 1&2 and the following work):
Eliminate Pigott systems furniture from remaining scope of work. Electrical rough-in, cabling and branch
circuits to remain in project.

Deduct Alternate 4.  Base Bid minus Deduct Alternates 1,2&3 and the following work):
a. Eliminate Conference Room 2W203A and replace with roofing as indicated.

Convert remaining structure between Grids 0.9 and 2 from concrete to tube steel and metal framing.

Deduct Alternate 5.  Base Bid minus Deduct Alternates 1,2,3&4 and the following work):
a. Eliminate remaining portion of Level 2 (north of Gridline 2) and install      roofing as indicated.  Stair from

Lower Level to Level 1 to remain in project.

Deduct Alternate 6.  Base Bid minus Deduct Alternates 1,2,3,4&5 and the following work):
a. Eliminate security closed circuit camera system.

Eliminate Manufactured Wood Casework (Specifications Section 123200).
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GENERAL REFLECTED CEILING NOTES

1. THIS SHEET SHALL BE USED FOR CEILING GRID AND GWB LAYOUT - REFER TO MEP DRAWINGS FOR ELEC. & MECH. DETAILS & SCHEDULES.
2. CONFIRM AND COORDINATE THE LOCATION OF ALL MECH, ELEC, AND FIRE PROTECTION ITEMS.  REFER TO MEP DESIGN.
3. THE GC IS TO FIELD VERIFY ALL DIMENSIONS AND REPORT ANY DISCREPANCIES TO THE ARCHITECT.
4. REFER TO ELEC. DRAWINGS FOR SPEAKERS, SMOKE DETECTORS, EXIT SIGNS, AND OTHER CEILING MOUNTED DEVICES.
5. ALIGN CEILING GRID WITH EXIST. WHERE NEW GRID IS NEAR OR ADJACENT TO EXIST. GRID SYSTEM.
6. CUT, PATCH, & REPAIR EXIST. CEILING AS REQUIRED TO INSTALL NEW WORK.
7. LOCATE VERTICAL FACE OF SOFFIT 1" FROM ADJACENT CABINET FACE OR WALL, TYP, U.N.O.  SOFFITS SHALL ENCLOSE ENTIRE SPACE ABOVE

UPPER CABINENTS, AT 7'-0" U.N.O.
8. SEE SHEET 1-A25 FOR CEILING DETAILS.
9. ALL GWB CEILING SURFACES TO MATCH ADJACENT WALL FINISH U.N.O.
10. CEILING INSTALLER SHALL BE RESPONSIBLE FOR COORDINATING AND PROVIDING TILE PENETRATIONS WHERE REQUIRED.
11. GYPSUM CEILINGS IN SHOWER AREAS SHALL BE WATER RESISTANT.
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GENERAL DEMOLITION NOTES

1. HEAVY DASHED LINES INDICATE DEMOLITION WORK SCREENED LINES INDICATE EXISTING TO REMAIN.
2. CONTRACTORS SHALL FIELD VERIFY ALL EXISTING CONSTRUCTION RELATED CONDITIONS PRIOR TO STARTING DEMOLITION. ANY AND ALL

DISCREPANCIES SHALL BE BROUGHT TO THE IMMEDIATE ATTENTION OF THE OWNER'S REPRESENTATIVE.
3. CONTRACTORS SHALL, AT ALL TIMES, MAINTAIN THE BUILDING IN A WATERTIGHT CONDITION.
4. AT CONSTRUCTION ACCESS CONTRACTORS SHALL PROVIDE LABOR & MATERIALS TO REPAIR ALL DISTURBED ELEMENTS.
5. CONTRACTORS SHALL TAKE ALL NECESSARY PRECAUTIONS TO PREVENT DAMAGE TO OWNER'S OCCUPIED AREAS ADJACENT TO NEW

CONSTRUCTION OR OCCUPIED AREAS WHERE VARIOUS SYSTEM CONNECTIONS OR EXTENSIONS ARE REQUIRED & ARE RESPONSIBLE FOR
DAMAGE CAUSED BY ADVERSE WEATHER CONDITIONS, INCLUDING RAIN, SNOW, ICE, AND WIND.

6. ALL DEMOLITION AND CONSTRUCTION ACTIVITIES SHALL BE COORDINATED WITH THE OWNER'S REPRESENTATIVE TO MINIMIZE DISRUPTION
TO THE NORMAL DAILY FUNCTIONING OF THE OWNER'S OCCUPIED AREAS.

7. NOISE SHALL BE KEPT TO A MINIMUM. ANY WORK REQUIRED AFTER NORMAL WORKING HOURS 7 A.M.-5 P.M. SHALL BE COORDINATED WITH
OWNER'S REPRESENTATIVE.

8. CONTRACTORS SHALL, AT ALL TIMES, INSURE UNINTERRUPTED HEATING, COOLING, PLUMBING, ELECTRICAL, & COMMUNICATIONS
SERVICES TO ALL PARTS OF THE HOSPITAL THAT REMAIN IN SERVICE, ANY PLUMBING, PIPING, ELECTRICAL OR COMMUNICATIONS
SERVICES CONTAINED WITHIN THE PROJECT THAT SERVE PARTS OF THE HOSPITAL REMAINING IN SERVICE SHALL BE MAINTAINED IN
OPERATING ORDER. ANY REQUIRED INTERRUPTION OF SERVICE SHALL BE COORDINATED WITH OWNER'S REPRESENTATIVE TO ALLOW
MINIMUM INTERFERENCE WITH OWNER'S OPERATION.

9. THE OWNER SHALL RETAIN ALL SALVAGE RIGHTS OVER BUILDING MATERILAS THAT ARE OF VALUE AS DESIGNATED BY THE OWNER'S
REPRESENTATIVE. THE OWNER'S REPRESENTATIVE SHALL DIRECT THE INDIVIDUAL CONTRACTORS TO THE LOCATIONS OF STORAGE AREAS
FOR VARIOUS SALVAGE ITEMS. THE STORAGE AREAS MAY BE OFF-SITE BUT WILL BE LOCATED WITHIN THE GENERAL IOWA CITY AREA. THE
CONTRACTORS ARE RESPONSIBLE FOR REMOVING FROM THE BUILDING AND THE CONSTRUCTION SITE ALL CONSTRUCTION DEBRIS AND
ITEMS NOT RETAINED BY THE OWNER'S REPRESENTATIVE. NO STORAGE OR DUMPING OF DEBRIS WILL BE ALLOWED ON THE HOSPITAL
GROUNDS.

10. THE CONTRACTORS SHALL BE RESPONSIBLE FOR STORAGE AND PROTECTION OF ALL SALVAGED ITEMS WHICH WILL BE REUSED IN THIS
PROJECT.

11. PROVIDE TEMPORARY (DUST) PARTITIONS AS INDICATED BY HEAVY SOLID LINES. SEE PARTITION TYPE I ON SHEET 1-A20.
12. COORDINATE DEMOLITION WITH NEW WORK. REMOVE ALL ITEMS NECESSARY TO COMPLETE NEW WORK. REMOVE AND REPLACE EXISTING

CEILING AS REQD.
13. TEMPORARY BARRICADES SHALL BE INSTALLED TO PREVENT DUST POLLUTION OF SURROUNDING AREAS. PARTITIONS MUST BE

INSTALLED IN ACCORDANCE WITH FIRE PROTECTION & EGRESS REQUIREMENTS.  COORDINATE WITH OWNER'S REPRESENTATIVE.
14. TEMPORARY WALLS ARE NOT TO BE REMOVED UNTIL ALL FINISH WORK IS COMPLETED OR APPROVAL IS GRANTED BY OWNER'S

REPRESENTATIVE.
15. UPON REMOVAL OF TEMPORARY PARTITIONS, CONTRACTORS SHALL BE RESPONSIBLE TO PATCH TO MATCH EXISTING  ADJACENT

CONSTRUCTION.
16. ALL OPENINGS AND VOIDS LEFT BY THE REMOVAL OF EXISTING CONSTRUCTION EQUIPMENT SUCH AS PIPING, DUCTS, ETC. SHALL BE

PROPERLY PATCHED & OR CLOSED OFF TO MAINTAIN FIRE RATING OF SURROUNDING WALL
17. ALL AREAS TO BE DEMOLISHED OR DISTURBED BY ANY DEMOLITION ARE TO BE PATCHED & PAINTED (OR PREPARED FOR NEW WALL

COVERING). IF PAINTING IS REQUIRED, THE ENTIRE WALL SHALL RECEIVE PAINT TO AVOID MISMATCH OF COLOR.
18. EXISTING ITEMS SUCH AS EQUIPMENT, PLUMBING FIXTURES, ETC. THAT ARE TO REMAIN IN PLACE SHALL BE PROTECTED FROM DIRT AND

DAMAGE DURING DEMOLITION AND CONSTRUCTION.
19. WHERE REMOVAL OF A PORTION OF WALL/FLOOR COVERINGS IS REQUIRED, REMOVE ONLY THOSE MATERIALS TO THE EXTENT SHOWN

WITHIN THE ROOMS OR CORRIDORS. DEMOLITION INCLUDES REMOVAL OF ADHESIVES, GROUTING BEDS, ANCHORING DEVICES, AND
REQUIRES REMAINING SURFACES TO BE PREPARED FOR NEW CONSTRUCTION.

20. ALL ACOUSTICAL CEILINGS AND SUSPENSION SUPPORTS TO BE REMOVED SHALL INCLUDE CEILING TILES, SOFFITS, LIGHT FIXTURES,
GRILLES, DIFFUSERS, EXIT SIGNS, ELECTRICAL, COMMUNICATION & ASSOCIATED DEVICES, UNLESS OTHERWISE INDICATED.

21. WHERE REMOVAL OF A PORTION OF FINISHED CEILING IS REQUIRED, REMOVE ONLY THOSE LIGHT FIXTURES & OTHER CEILING EQUIPMENT
WITHIN THAT PORTION OF CEILING. COORDINATE WITH OWNER'S REPRESENTATIVE.

22. ALL NON-ATTACHED ITEMS, SUCH AS HOSPITAL FURNISHINGS, MOBILE EQUIPMENT, DESKS, BEDS, TABLES, CHAIRS, SPATIAL MOCK UP,
ETC. SHALL BE REMOVED BY OWNER PRIOR TO COMMENCEMENT OF ANY DEMOLITION WORK. CONTRACTORS SHALL COORDINATE WITH
OWNER'S REPRESENTATIVE FOR REMOVAL OR RELOCATION OF ANY REMAINING ITEMS.

23. CONTRACTORS SHALL AT ALL TIMES MAINTAIN EXIT/EGRESS PATH DURING CONSTRUCTION. IF REQUIRED TO DISTURB EXISTING EGRESS
PATH/EXIT. CONTRACTOR SHALL COORDINATE AND OBTAIN APPROVAL FROM LOCAL FIRE MARSHAL.

24. ALL FINISHED AREAS WHICH ARE DAMAGED DURING DEMOLITION BY THE CONTRACTORS SHALL BE PATCHED TO MATCH THE EXISTING
FINISHES, ETC. THE CONTRACTORS ARE RESPONSIBLE FOR PROVIDING NEW FINISHES.

GENERAL NOTES

1. SOLID LINES INDICATE NEW CONSTRUCTION WHILE SCREENED LINES INDICATE EXISTING CONSTRUCTION OR NEW CONSTRUCTION COVERED IN A
PREVIOUS DIVISION.

2. ALL PIPING, CONDUITS AND RELATED MECH. AND ELEC. ITEMS SHALL BE CONCEALED WITHIN DRYWALL FURRING AS REQUIRED IN FINISHED AREAS
WHETHER SHOWN ON DRAWINGS OR NOT, U.N.O.

3. PROVIDE METAL PLATE BACKING AND/OR TREATED WOOD BLOCKING IN WALLS WHERE WALL-MOUNTED EQUIPMENT IS SHOWN ON PLANS OR
ELEVATIONS.  VERIFY HEIGHT AND LENGTH WITH ACTUAL EQUIPMENT.

4. ALL PARTITION TYPES TO BE A-- UNLESS OTHERWISE NOTED.
5. ALL MECH. EQUIPMENT PADS TO BE 4" HIGH U.N.O.  LENGTH AND WIDTH OF PADS TO BE VERIFIED BY CONTRACTOR.
6. VERIFY EXIST. DIMENSIONS, CONDITIONS AND FINISHES BEFORE PRICING AND/OR PROCEEDING WITH WORK.  DISCREPANCIES SHALL BE

BROUGHT TO THE ARCHITECT'S ATTENTION IMMEDIATELY.
7. PATCH ALL HOLES IN EXIST. SURFACES WHERE EQUIPMENT HAS BEEN REMOVED OR DEMOLITION HAS OCCURED.  PREPARE SURFACES AS

REQUIRED FOR NEW FINISHES.  PATCH TO MATCH ADJACENT SURFACE IF NOT SCHEDULED.
8. ALL EXIST. FLOOR OPENINGS AND DEPRESSIONS IN THE WORK AREA SHALL BE FILLED OR CLOSED U.N.O. WITH MATERIALS TO MATCH

ADJACENT SURFACES, FINISHES, AND FIRE RATINGS.
9. HOLD GWB 1/2" OFF FINISH FLOOR, INSTALL FIRE RATED SEALANT AT RATED PARTITIONS, INSTALL ACCOUSTICAL SEALANT AT NON-RATED

PARTITIONS.
10. FEATHER FLOOR LEVELING COMPOUND IN CORRIDORS AT EITHER SIDE OF EXPANSION JOINT TO A SLOPE NOT GREATER THAN 1/8" PER FOOT.
11. CONTRACTOR IS TO VERIFY ALL EXIST. CONDITIONS & DIMENSIONS PRIOR TO WORK.  DIMENSIONS INDICATED ON THESE DRAWINGS ARE DERIVED

FROM THE ORIGINAL BUILDING DRAWINGS AND FROM LIMITED FIELD OBSERVATIONS.  THE DIMENSIONS ARE A NOMINAL REPRESENTATION OF THE
BUILDING.  LOCAL CONDITIONS MAY VARY.  THE CONTRACTOR WILL BE RESPONSIBLE FOR FIELD VERIFYING AND FITTING NEW
CONSTRUCTION TO THE ACTUAL BUILDING DIMENSIONS.  SIGNIFICANT DIMENSION DEVIATIONS ARE TO BE REPORTED TO THE ARCHITECT PRIOR
TO COMPLETING WORK.

12. MATCH FINISHED WALL OR PARTITION THICKNESS WHERE NEW WALLS OR PARTITIONS OCCUR IN LINE WITH EXISTING WALLS.
13. WHERE NEW FLOOR CONSTRUCTION MATERIALS MEET EXIST. CONDITIONS, PROTECT ADJACENT ORIGINAL FINISHES.  NEW AND EXIST. FLOOR

FINISHES ARE TO BE INSTALLED AT THE SAME ELEVATION.
14. WHERE EXIST. PIPING / CONDUIT IS REMOVED, HOLES ARE TO BE PATCHED TO MATCH EXIST. ADJACENT MATERIALS.  PROVIDE FIRE RATED

OR ACCOUSTICAL SEALANT WHERE INDICATED.
15. TYPICAL INTERIOR DIMENSIONS ARE TO CENTERLINE OF STUD.

OFFICE

3W17

OFFICE

3W19A

CONFERENCE
ROOM

3W19B

CONFERENCE
ROOM

3W19C
CORRIDOR

3W19

CONFERENCE
ROOM

3W19D

GENERAL EQUIPMENT NOTES

1. ALL COUNTERTOPS TO BE 2'-1" DEEP UNLESS NOTED OTHERWISE.
2. ALL COUNTERTOPS NOT TERMINATING AT A WALL SHALL HAVE A 1" OVERLAP AND A 1" RADIUS ON ANY EXPOSED CORNER.  SEE DETAIL.
3. NOT ALL EQUIPMENT IN SCHEDULE IS IDENTIFIED ON PLANS.  COORDINATE LOCATION WITH OWNER.
4. *  INDICATES GROMMET LOCATION.  GROMMETS TO BE FIELD CUT, COORDINATE LOCATION WITH OWNER.
5. CONTRACTOR TO PROVIDE MOUNTING SUPPORTS FOR ALL WALL MOUNTED ITEMS, INCLUDING CLOCKS, MONITORS, SHELVING, LIGHTS,

CABINETS, SINKS, WATER CLOSETS, MIRRORS.
6. SEE DIVISIONS M & E FOR MECHANICAL AND ELECTRICAL REQUIREMENTS FOR ALL EQUIPMENT.
7. ALL WOOD BLOCKING WITHIN THE WALL SYSTEM SHALL BE FIRE RETARDANT TREATED.
8. CONTRACTOR TO VERIFY EXIST. DIMENSIONS, CONDITIONS AND FINISHES BEFORE PROCEEDING WITH WORK AND NOTIFY ARCHITECT

IMMEDIATELY OF ANY DISCREPANCIES.
9. REFER TO MECH. AND ELEC. DRAWINGS FOR LOCATIONS OF LIGHTS, DIFFUSERS, PLUMBING, OUTLETS, SWITCHES, AND MED GAS OUTLETS.
CONTRACTOR TO NOTIFY ARCHITECT IF THERE ARE ANY CONFLICTS WITH ARCHITECTURAL DRAWINGS.
10. CONTRACTOR IS RESPONSIBLE FOR ALL MOUNTING SUPPORTS FOR OWNER INSTALLED ITEMS, COORDINATE WITH OWNER.
11. INTERIOR ROOM SIGNAGE SHALL BE PROCURED & INSTALLED BY OWNER.

EQUIPMENT LEGEND

WB-1: WALL BUMPER

CG-1 CORNER GUARD 1

CG-2 CORNER GUARD 2

CG-3 CORNER GUARD 3

CG-4 CORNER GUARD 4

CG-5 CORNER GUARD 5

REFLECTED CEILING PLAN LEGEND

SUSPENDED 2X2 LAY IN CEILING -
SEE IN SHEETS FOR CEILING TYPE

SUSPENDED GYP BOARD CEILING

ACCESS PANEL, COORDINATE W/ MEP DRAWINGS

2' X 4' FLUORESCENT LIGHT FIXTURE - NORMAL

PENDANT FIXTURE/RECESSED FIXTURE

OCCUPANCY SENSORS

CEILING DIFFUSER

S
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PROJECTION MOUNT
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2' X 4' FLUORESCENT LIGHT FIXTURE - EMERGENCY

2' X 2' FLUORESCENT LIGHT FIXTURE - NORMAL

2' X 2' FLUORESCENT LIGHT FIXTURE - EMERGENCY

SPEAKER

NURSE CALL DOME LIGHT

FIRE DETECTOR

SPRINKLER

1' X 4' FLUORESCENT STRIP FIXTURE - NORMAL

1' X 4' FLUORESCENT STRIP FIXTURE - EMERGENCY
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SCALE: 1/8" = 1'-0"

0 4'-0" 8'-0" 16'-0"

DN RD

ARCHITECTURAL PLANS LEVEL 3

1-A9

 1/8" = 1'-0"
3

ARCHITECTURAL REFLECTED CEILING PLAN - LEVEL 3

 1/8" = 1'-0"
4

ARCHITECTURAL EQUIPMENT PLAN - LEVEL 3

 1/8" = 1'-0"
2

ARCHITECTURAL DIMENSION PLAN - LEVEL 3

 1/8" = 1'-0"
1

ARCHITECTURAL DEMOLITION PLAN - LEVEL 3

2 CHANGE IN ROOF LEVEL - WRAP ROOFING MEMBRANE DOWN VERTICAL SURFACE.

3 TEMPORARY DUST PARTITION.

4 TIE INTO EXISTING ACOUSTICAL CEILING.

5 COVE LIGHTING FEATURE - SEE DETAIL 7/1-A25.

1 REMOVE EXISTING RECESSED FAN COIL UNITS AND INFILL / REPAIR WALLS TO MATCH ADJACENT FINISHES.

6 DEMO EXISTING PLASTER CEILING AND REPLACE WITH NEW ACT.

7 DEMO EXISTING ACT AND REPLACE WITH NEW ACT.

8 ETERNAL LIGHT - RELOCATE FROM EXISTING CHAPEL. RE: ELEC.

KEYED NOTES
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GENERAL REFLECTED CEILING NOTES

1. THIS SHEET SHALL BE USED FOR CEILING GRID AND GWB LAYOUT - REFER TO MEP DRAWINGS FOR ELEC. & MECH. DETAILS & SCHEDULES.
2. CONFIRM AND COORDINATE THE LOCATION OF ALL MECH, ELEC, AND FIRE PROTECTION ITEMS.  REFER TO MEP DESIGN.
3. THE GC IS TO FIELD VERIFY ALL DIMENSIONS AND REPORT ANY DISCREPANCIES TO THE ARCHITECT.
4. REFER TO ELEC. DRAWINGS FOR SPEAKERS, SMOKE DETECTORS, EXIT SIGNS, AND OTHER CEILING MOUNTED DEVICES.
5. ALIGN CEILING GRID WITH EXIST. WHERE NEW GRID IS NEAR OR ADJACENT TO EXIST. GRID SYSTEM.
6. CUT, PATCH, & REPAIR EXIST. CEILING AS REQUIRED TO INSTALL NEW WORK.
7. LOCATE VERTICAL FACE OF SOFFIT 1" FROM ADJACENT CABINET FACE OR WALL, TYP, U.N.O.  SOFFITS SHALL ENCLOSE ENTIRE SPACE ABOVE

UPPER CABINENTS, AT 7'-0" U.N.O.
8. SEE SHEET 1-A25 FOR CEILING DETAILS.
9. ALL GWB CEILING SURFACES TO MATCH ADJACENT WALL FINISH U.N.O.
10. CEILING INSTALLER SHALL BE RESPONSIBLE FOR COORDINATING AND PROVIDING TILE PENETRATIONS WHERE REQUIRED.
11. GYPSUM CEILINGS IN SHOWER AREAS SHALL BE WATER RESISTANT.

KEYED NOTES

1 NEW SLOPED GYP CEILING ON UNDERSIDE OF EXISTING STAIRS.

2 EXPANSION JOINT COVER FROM WALL ABOVE.

3 REROUTE EXISTING FIBER OPTIC LINE AND FASTEN TO UNDERSIDE OF EXPOSED
STRUCTURE.  LINE MUST REMAIN IN OPERATION THROUGHOUT CONSTRUCTION.

REFLECTED CEILING PLAN LEGEND

SUSPENDED 2X2 LAY IN CEILING -
SEE IN SHEETS FOR CEILING TYPE

SUSPENDED GYP BOARD CEILING

ACCESS PANEL, COORDINATE W/ MEP DRAWINGS

2' X 4' FLUORESCENT LIGHT FIXTURE - NORMAL
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SCALE: 1/8" = 1'-0"

0 4'-0" 8'-0" 16'-0"

DN RD

ARCHITECTURAL REFLECTED

CEILING PLAN BASEMENT

1-A10

 1/8" = 1'-0"
1

ARCHITECTURAL REFLECTED CEILING PLAN - BASEMENT ZONE A

 1/8" = 1'-0"
2

ARCHITECTURAL REFLECTED CEILING PLAN - BASEMENT ZONE B
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GENERAL REFLECTED CEILING NOTES

1. THIS SHEET SHALL BE USED FOR CEILING GRID AND GWB LAYOUT - REFER TO MEP DRAWINGS FOR ELEC. & MECH. DETAILS & SCHEDULES.
2. CONFIRM AND COORDINATE THE LOCATION OF ALL MECH, ELEC, AND FIRE PROTECTION ITEMS.  REFER TO MEP DESIGN.
3. THE GC IS TO FIELD VERIFY ALL DIMENSIONS AND REPORT ANY DISCREPANCIES TO THE ARCHITECT.
4. REFER TO ELEC. DRAWINGS FOR SPEAKERS, SMOKE DETECTORS, EXIT SIGNS, AND OTHER CEILING MOUNTED DEVICES.
5. ALIGN CEILING GRID WITH EXIST. WHERE NEW GRID IS NEAR OR ADJACENT TO EXIST. GRID SYSTEM.
6. CUT, PATCH, & REPAIR EXIST. CEILING AS REQUIRED TO INSTALL NEW WORK.
7. LOCATE VERTICAL FACE OF SOFFIT 1" FROM ADJACENT CABINET FACE OR WALL, TYP, U.N.O.  SOFFITS SHALL ENCLOSE ENTIRE SPACE ABOVE

UPPER CABINENTS, AT 7'-0" U.N.O.
8. SEE SHEET 1-A25 FOR CEILING DETAILS.
9. ALL GWB CEILING SURFACES TO MATCH ADJACENT WALL FINISH U.N.O.
10. CEILING INSTALLER SHALL BE RESPONSIBLE FOR COORDINATING AND PROVIDING TILE PENETRATIONS WHERE REQUIRED.
11. GYPSUM CEILINGS IN SHOWER AREAS SHALL BE WATER RESISTANT.

KEYED NOTES

1 EXTEND NEW DROP CEILING TO EXISTING COVE LIGHTING SOFFIT.

2 CEILING  MOUNTED IV TRACK.

3 CEILING MOUNTED TV BRACKET BY GENERAL CONTRACTOR. RE: EQ. # 120

4 TIE INTO EXISTING CEILING GRID IN WAITING ROOM.

5 CEILING MOUNTED 600 LB PATIENT LIFT.

6 CEILING MOUNTED 1,000 LB PATIENT LIFT

7 EXAM LIGHT - OWNER FURNISHED, CONTRACTOR INSTALLED

8 METAL PANEL SOFFIT - RE: 2/1-A19.

9 GLASS FIBER OR CEMENTIOUS HARD CEILING IN DECON STATION /
STAFF TOILET

10 REMOVE, STORE, AND RE-INSTALL EXISTING CEILING TILE FOR
INSTALLATION OF PIPING.  REPLACE ANY DAMAGED TILES.

11 CLEANROOM CEILING - REFER TO SPEC SECTION FOR DETAILS.

12 SOFFIT BY FURNISHING PROVIDER.

13 ACCESS PANEL IN GYP. CEILING.

14 2 HR HORIZ. SHAFT ASSEMBLY ABOVE CEILING - COORDINATE
WITH MECHANICAL.

REFLECTED CEILING PLAN LEGEND

SUSPENDED 2X2 LAY IN CEILING -
SEE IN SHEETS FOR CEILING TYPE

SUSPENDED GYP BOARD CEILING

ACCESS PANEL, COORDINATE W/ MEP DRAWINGS

2' X 4' FLUORESCENT LIGHT FIXTURE - NORMAL

PENDANT FIXTURE/RECESSED FIXTURE

OCCUPANCY SENSORS
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S

EXIT SIGN

LINEAR DIFFUSER, CENTER BETWEEN MULLIONS
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PROJECTION MOUNT

H
CI-
200
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2' X 4' FLUORESCENT LIGHT FIXTURE - EMERGENCY
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FIRE DETECTOR
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GENERAL REFLECTED CEILING NOTES

1. THIS SHEET SHALL BE USED FOR CEILING GRID AND GWB LAYOUT - REFER TO MEP DRAWINGS FOR ELEC. & MECH. DETAILS & SCHEDULES.
2. CONFIRM AND COORDINATE THE LOCATION OF ALL MECH, ELEC, AND FIRE PROTECTION ITEMS.  REFER TO MEP DESIGN.
3. THE GC IS TO FIELD VERIFY ALL DIMENSIONS AND REPORT ANY DISCREPANCIES TO THE ARCHITECT.
4. REFER TO ELEC. DRAWINGS FOR SPEAKERS, SMOKE DETECTORS, EXIT SIGNS, AND OTHER CEILING MOUNTED DEVICES.
5. ALIGN CEILING GRID WITH EXIST. WHERE NEW GRID IS NEAR OR ADJACENT TO EXIST. GRID SYSTEM.
6. CUT, PATCH, & REPAIR EXIST. CEILING AS REQUIRED TO INSTALL NEW WORK.
7. LOCATE VERTICAL FACE OF SOFFIT 1" FROM ADJACENT CABINET FACE OR WALL, TYP, U.N.O.  SOFFITS SHALL ENCLOSE ENTIRE SPACE ABOVE

UPPER CABINENTS, AT 7'-0" U.N.O.
8. SEE SHEET 1-A25 FOR CEILING DETAILS.
9. ALL GWB CEILING SURFACES TO MATCH ADJACENT WALL FINISH U.N.O.
10. CEILING INSTALLER SHALL BE RESPONSIBLE FOR COORDINATING AND PROVIDING TILE PENETRATIONS WHERE REQUIRED.
11. GYPSUM CEILINGS IN SHOWER AREAS SHALL BE WATER RESISTANT.

KEYED NOTES

1 CEMENTIOUS EXTERIOR SOFFIT - RE: WALL SECTIONS AND SPECIFICATIONS.

2 SOFFIT TO ALIGN WITH BOTTOM OF BRICK.

3 REMOVE, STORE, AND RE-INSTALL EXISTING CEILING TILE FOR INSTALLATION OF
PIPING.  REPLACE ANY DAMAGED TILES.
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GENERAL EQUIPMENT NOTES

1. ALL COUNTERTOPS TO BE 2'-1" DEEP UNLESS NOTED OTHERWISE.
2. ALL COUNTERTOPS NOT TERMINATING AT A WALL SHALL HAVE A 1" OVERLAP AND A 1" RADIUS ON ANY EXPOSED CORNER.
3. NOT ALL EQUIPMENT IN SCHEDULE IS IDENTIFIED ON PLANS.  COORDINATE LOCATION WITH OWNER.
4. *  INDICATES GROMMET LOCATION.  GROMMETS TO BE FIELD CUT, COORDINATE LOCATION WITH OWNER.
5. CONTRACTOR TO PROVIDE MOUNTING SUPPORTS FOR ALL WALL MOUNTED ITEMS, INCLUDING CLOCKS, MONITORS, SHELVING, LIGHTS,

CABINETS, SINKS, WATER CLOSETS, MIRRORS.  REFER TO 1-A30 FOR IN-WALL BACKING.
6. SEE DIVISIONS M & E FOR MECHANICAL AND ELECTRICAL REQUIREMENTS FOR ALL EQUIPMENT.
7. ALL WOOD BLOCKING WITHIN THE WALL SYSTEM SHALL BE FIRE RETARDANT TREATED.
8. CONTRACTOR TO VERIFY EXIST. DIMENSIONS, CONDITIONS AND FINISHES BEFORE PROCEEDING WITH WORK AND NOTIFY ARCHITECT

IMMEDIATELY OF ANY DISCREPANCIES.
9. REFER TO MECH. AND ELEC. DRAWINGS FOR LOCATIONS OF LIGHTS, DIFFUSERS, PLUMBING, OUTLETS, SWITCHES, AND MED GAS OUTLETS.

CONTRACTOR TO NOTIFY ARCHITECT IF THERE ARE ANY CONFLICTS WITH ARCHITECTURAL DRAWINGS.
10. CONTRACTOR IS RESPONSIBLE FOR ALL MOUNTING SUPPORTS FOR OWNER INSTALLED ITEMS, COORDINATE WITH OWNER.
11. INTERIOR ROOM SIGNAGE SHALL BE PROCURED & INSTALLED BY OWNER.

KEYED NOTES

WB: WALL BUMPER

TYPICAL CORNER GUARD: CG-1 CORNER GUARD 1

CG-2 CORNER GUARD 2

CG-3 CORNER GUARD 3

CG-4 CORNER GUARD 4

CG-5 CORNER GUARD 5
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GENERAL EQUIPMENT NOTES

1. ALL COUNTERTOPS TO BE 2'-1" DEEP UNLESS NOTED OTHERWISE.
2. ALL COUNTERTOPS NOT TERMINATING AT A WALL SHALL HAVE A 1" OVERLAP AND A 1" RADIUS ON ANY EXPOSED CORNER.
3. NOT ALL EQUIPMENT IN SCHEDULE IS IDENTIFIED ON PLANS.  COORDINATE LOCATION WITH OWNER.
4. *  INDICATES GROMMET LOCATION.  GROMMETS TO BE FIELD CUT, COORDINATE LOCATION WITH OWNER.
5. CONTRACTOR TO PROVIDE MOUNTING SUPPORTS FOR ALL WALL MOUNTED ITEMS, INCLUDING CLOCKS, MONITORS, SHELVING, LIGHTS,

CABINETS, SINKS, WATER CLOSETS, MIRRORS.  REFER TO 1-A30 FOR IN-WALL BACKING.
6. SEE DIVISIONS M & E FOR MECHANICAL AND ELECTRICAL REQUIREMENTS FOR ALL EQUIPMENT.
7. ALL WOOD BLOCKING WITHIN THE WALL SYSTEM SHALL BE FIRE RETARDANT TREATED.
8. CONTRACTOR TO VERIFY EXIST. DIMENSIONS, CONDITIONS AND FINISHES BEFORE PROCEEDING WITH WORK AND NOTIFY ARCHITECT

IMMEDIATELY OF ANY DISCREPANCIES.
9. REFER TO MECH. AND ELEC. DRAWINGS FOR LOCATIONS OF LIGHTS, DIFFUSERS, PLUMBING, OUTLETS, SWITCHES, AND MED GAS OUTLETS.

CONTRACTOR TO NOTIFY ARCHITECT IF THERE ARE ANY CONFLICTS WITH ARCHITECTURAL DRAWINGS.
10. CONTRACTOR IS RESPONSIBLE FOR ALL MOUNTING SUPPORTS FOR OWNER INSTALLED ITEMS, COORDINATE WITH OWNER.
11. INTERIOR ROOM SIGNAGE SHALL BE PROCURED & INSTALLED BY OWNER.

KEYED NOTES

WB: WALL BUMPER

TYPICAL CORNER GUARD: CG-1 CORNER GUARD 1

CG-2 CORNER GUARD 2
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TYPE J PARTITION (FURRED OUT)

TYPE            : NON RATED

" METAL FURRING STRIPS2
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REVERSE SIDE
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TEMPORARY FRAMING
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SECURE / ABUSE RESISTANTD 
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INSULATEDB 

SMOKE TIGHTA 

NO SMOKE RATING- 

HOUR RATING# 

NON RATED- 

PARTITION TYPE

REFER TO STRUCTURAL DRAWINGS FOR STUD ATTACHMENT TO STRUCTURE.17.       

AND AT AREAS NEAR SINKS AND ICE MACHINES.

PROVIDE WATER RESISTANT GWB AT AREAS SCHEDULED TO RECEIVE EPOXY PAINT16.

RESISTANT SEALANT THAT MEETS FIRE RATING FOR WALL.

" AT BASE AND SEAL W/ MOISTURE2
1UNDERCUT OUTER LAYER OF GWB 15.   

SEAL THRU WALL CABLE TRAYS AND  PENETRATIONS AT SOUND RATED WALLS.14.
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12.       FULL HEIGHT WALLS WILL BE RUN FROM THE STRUCTURE FLOOR SLAB TO 

11.       ALL PARTITIONS TO BE TYPE              U.O.N.

NOT ALL OF THESE DETAILS ARE INDICATED ON THIS SHEET.

WHEN USING A RATED WALL, FOLLOW ALL DETAILS OF THE LISTED ASSEMBLY. 10.

INCREASED ACCORDINGLY.

THICKNESS IS ALSO ACCEPTABLE AS PROVIDED SCREW LENGTH IS ALSO 
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REFER TO "FIRE RESISTANCE DESIGN MANUAL", LATEST EDITION PUBLISHED 1.
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 1/4" = 1'-0"
1

SOUTH ENTRANCE CONDITION

 1/2" = 1'-0"
2

CR. CART ALCOVE CONDITION

SOLID SURFACE @ 42" A.F.F.

 1 1/2" = 1'-0"
3
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7

TYPICAL COLUMN FURRING DETAIL
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STAIR PLANS AND SECTION

1-A22

 1/4" = 1'-0"
4

STAIR SECTION - 4

 1/4" = 1'-0"
1

STAIR PLAN, LEVEL 2

 1/4" = 1'-0"
2

STAIR PLAN, LEVEL 1

 1/4" = 1'-0"
3

STAIR PLAN, LOWER LEVEL

1 1/2" PIPE HANDRAIL

GUARDRAILS @ 4" O.C. MAX. HORIZ.
SPACE VERTICAL POSTS @ 4'-0" O.C. MAX.

 3/4" = 1'-0"
6

HANDRAIL DETAIL

SWINGING
STAIR GATE

 1/4" = 1'-0"
5

STAIR SECTION - 5

STEEL STRINGER BY STAIR MFR.
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PLAN DETAILS

1-A23

 1 1/2" = 1'-0"
1

EXPANSION JOINT @ FUTURE ELEVATOR
 1 1/2" = 1'-0"

2
COLUMN @ ENTRY VESTIBULE

 1 1/2" = 1'-0"
3

COLUMN @ ENTRY VESTIBULE & STAIR TOWER
 1 1/2" = 1'-0"

4
COLUMN @ EIFS CONNECTION

 1 1/2" = 1'-0"
5

EXPANSION JOINT WITH TUBE STEEL @ FUTURE ELEVATOR
 1 1/2" = 1'-0"

6
ALUM. DOOR CONDITION

 1 1/2" = 1'-0"
8

TYPICAL COLUMN

 1 1/2" = 1'-0"
9

CORNER CONDITION @ AMBULANCE GARAGE
 1 1/2" = 1'-0"

11
AMBULANCE GARAGE DOOR @ CORNER

 1 1/2" = 1'-0"
12

CORNER JOINT @ AMBULANCE GARAGE

EXISTING
BRICK

EXPANSION JOINT
COVER -
2 HR FIRE/SMOKE

SHAFT WALL
FRAMING

EXISTING
EXTERIOR
BRICK WALL

2 1/2" METAL
STUDS @ 16"
O.C.

4" BRICK VENEER

P.T. WOOD
BLOCKING

6" METAL STUDS @
16" O.C.

BRICK VENEER

6" METAL STUDS

ALUM. DOOR
JAMB

BRICK VENEER

6" MTL STUDS @
16" O.C.

CONC. COLUMN -
RE: STRUCT.

BRICK VENEER

SEALANT, TYP.

P.T. WOOD BLOCKING

EXTRA INCH RIGID
INSULATION AT
WINDOW JAMB

GYPSUM BOARD

3" RIGID INSULATION

2 1/2" METAL STUDS @
16" O.C.

BRICK VENEER

2" RIGID INSULATION

BRICK TIES @ 24"
O.C. HORIZ. & VERT.

GYPSUM BOARD

2 1/2" METAL STUDS @
16" O.C.

BRICK VENEER

10 5/8" ALUM. CURTAINWALL -
REINFORCING AS REQUIRED
BY MANUFACTURER

6" METAL STUDS @
16" O.C.

FURRING STRIPS

AIR BARRIER

BRICK VENEER

5" EIFS

8" CMU

2" RIGID INSULATION

SEALANT

2" RIGID INSULATION

CMU

6" METAL STUDS @
16" O.C.

BRICK TIES @ 24"
O.C. HORIZ. & VERT.

BRICK TIE

BRICK TIES @ 24"
O.C. HORIZ. & VERT.

BRICK TIES @ 24"
HORIZ. & VERT.

BRICK TIES @ 24" O.C. HORIZ.
& VERT.

BRICK TIES @ 24" O.C.
HORIZ. & VERT.

ALUM. STOREFRONT
DOOR

GYPSUM BOARD

6" METAL. STUDS @
16" O.C.

AIR BARRIER

AIR BARRIER

3" RIGID
INSULATION

SHEATHING

CONCRETE WALL - RE:
STRUCT.

5" EIFS

10 5/8" ALUM.
CURTAINWALL -
REINFORCING AS
REQUIRED BY
MANUFACTURER

METAL CLIPS AS
REQ'D BY WINDOW
MFR.

GYPSUM BOARD

BRICK VENEER

AIR BARRIER

2" RIGID INSULATION

SHEATHING

AIR BARRIER

SHEATHING

CONCRETE COLUMN -
RE: STRUCT.

AIR BARRIER

GYPSUM BOARD

5" EIFS

AIR BARRIER

8" CMU

AIR BARRIER

5" EIFS

SHEATHING

COMPRESSIBLE
FILLER

5" EIFS

DOOR FRAME

 1 1/2" = 1'-0"
10

COLUMN ENCLOSURE AT STRIP WINDOW

2" RIGID INSULATION

GYPSUM BOARD

SEALANT

BRICK TIES @ 24"
O.C. HORIZ. & VERT.

CONCRETE COLUMN -
RE: STRUCT.

BRICK VENEER

6" METAL STUD

AIR BARRIER

EXTEND RATING
TO CONCRETE
WALL

DOOR AND FRAME

FURRING STRIPS

SEALANT

ALUM. REVEAL

HANDRAIL AND STAIR
BELOW

SEALANT

EXTEND RATING TO
CONCRETE COLUMN

6" ALUM. CURTAINWALL

SEALANT

EXTEND RATING TO
CONCRETE COLUMN

FURRING STRIPS

INTEGRAL BLINDS

BRAKE METAL TO MATCH
STOREFRONT

CUSTOM ANGLED BRICK:

COUNTERFLASHING

ALUM. REVEAL

SEALANT

GYPSUM BOARD -
GLUE TO CONCRETE

SEALANT

FIRE RATED SEALANT

SHEATHING

INSULATED GARAGE
DOOR

SHEATHING

2" SPRAY FOAM
INSULATION

2" SPRAY FOAM
INSULATION

2" SPRAY FOAM
INSULATION

2" SPRAY FOAM
INSULATION

ACCOUSTICAL
INSULATION

2" SPRAY FOAM
INSULATION

POLYCARBONATE GLAZING
TELEVISION COVER -
COORDINATE  SIZE WITH
OWNER

SEALANT

SHEATHING

FURRING STRIPS

OAK FRAME WITH ROUNDED
CORNERS.  SECURE WITH
TORX HEAD TAMPER-
RESISTANT SCREWS

COMPRESSIBLE FILLER

COMPRESSIBLE FILLER

COMPRESSIBLE FILLER

COMPRESSIBLE
FILLER

EXTRA INCH RIGID
INSULATION AT
WINDOW JAMB

2" RIGID INSULATION

3" RIGID
INSULATION

TUBE STEEL
SUPPORT FOR
JAMB.  RE: STRUCT.

FLEXIBLE AIR
BARRIER JOINT

SEALANT

MEMBRANE
FLASHING

2" EXPANSION COUNT COVER

SHEET METAL CLOSURE

SEALANT
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PLAN DETAILS

1-A24

 1 1/2" = 1'-0"
2

COLUMN @ SOUTH ENTRANCE
 1 1/2" = 1'-0"

3
EXTERIOR WALL AT 135 DEGREE ANGLE

 1 1/2" = 1'-0"
4

EXTERIOR DOOR AND RATED WALL DETAIL

 1 1/2" = 1'-0"
5

EXISTING COLUMN & CONCRETE WALL @ ENTRY VESTIBULE

BRICK VENEER

3" RIGID INSULATION

SHEATHING

FURRING STRIP

GYPSUM BOARD

2 1/2" METAL STUD

12" CONCRETE WALL

 1 1/2" = 1'-0"
7

COLUMN CONDITION @ ENTRANCE

BRICK VENEER

16 GA. BRICK
ANCHORS @ 24"
O.C. VERT.

CONTINUOUS WIRE

8" x 8" TUBE STEEL
RE: STRUCTURE

BRICK TIES @ 24" O.C.
HORIZ. & VERT.

BRICK VENEER

MITER BRICK IN FIELD

2" RIGID INSULATION

SHEATHING

CONCRETE COLUMN -
RE: STRUCT.

FURRING STRIPS

6" METAL STUD

HANDRAIL

6" METAL STUD

2" RIGID INSULATION

5" EIFS

ALUMINUM STOREFRONT

SEALANT, BOTH SIDES

METAL CLOSURE

AIR BARRIER

EXTEND RATING TO SHEATHING

AIR BARRIER

BRICK TIES @ 24"
O.C. HORIZ. & VERT.

AIR BARRIER

P.T. WOOD BLOCKING

2 1/2" METAL STUD

EXISTING BRICK VENEER -
CUT AT DASHED LINE FOR
NEW BLOCKING

ALUM. REVEAL

BRICK TIES @ 24" O.C.
HORIZ. & VERT.

BLOCKING

SEALANT AND BACKER ROD

10 5/8" ALUM. CURTAINWALL
WITH REINFORCING AS REQ'D
BY MFR.

 1 1/2" = 1'-0"
11

MECH BRIDGE CONNECTION

GYPSUM BOARD

METAL CLOSURE SEALED BY
SEALANT AND BACKER ROD

TIE INTO EXISTING AIR
BARRIER

2" EXPANSION JOINT COVER

BRAKE METAL COVER
ALUM. DOOR - RE: ELEVATIONS

EXISTING CONCRETE
COLUMN

GYPSUM BOARD

METAL PANEL
RAINSCREEN

2" RIGID INSULATION

BRICK VENEER

BRICK TIES @ 24" O.C. HORIZ.
& VERT.

6" METAL STUD

SHEATHING

6" METAL STUD
SHEATHING

METAL CLOSURE

NEW BRICK VENEER TO
MATCH EXISTING

GUARDRAIL

 1 1/2" = 1'-0"
1

ACCESS PANEL JAMB DETAIL

2 1/2" METAL STUDS

90 MINUTE RATED ACCESS
DOOR - 36" X 36", MOUNT 12"
ABOVE FINISHED FLOOR

2 HR SHAFTWALL ASSEMBLY -
RETURN TO CONC. WALL

SPRING CLOSER

6" METAL STUDS

2 LAYERS GYP. BD.  ALIGN
OUTSIDE FACE WITH C-- WALL

BACKER ROD AND SEALANT

2" SPRAY FOAM
INSULATION

2" SPRAY FOAM
INSULATION

ADHERE ROOFING
MEMBRANE TO BACK
OF PARAPET

ADHERE ROOFING
MEMBRANE TO BACK
OF PARAPET

MEMBRANE ABOVE
COPING OF METAL
PANEL WALL

REGLET FLASHING ON
BRICK ABOVE COPING
OF METAL PANEL WALL.
WRAP FLASHING 8" MIN.
UP VERTICAL SURFACE
OF WALL

EDGE OF ROOF
SURFACE BELOW

 1 1/2" = 1'-0"
8

CORNER AT ENTRANCE CURTAINWALL

BRICK VENEER

2" RIGID INSULATION

SHEATHING

BRICK TIES @ 24"
O.C. HORIZ. & VERT.

AIR BARRIER- EMBED IN SEALANT
BEHIND WINDOW FRAME

INTERIOR GLAZING

BRAKE METAL COVER -
CONNECT TO
CURTAINWALL JAMB

10 5/8" ALUM. CURTAINWALL -
REINFORCING AS REQUIRED
BY MANUFACTURER

6" ALUM.
CURTAINWALL

ACCOUSTICAL
INSULATION

 1 1/2" = 1'-0"
9

INTERIOR EXPANSION JOINT PLAN DETAIL

EXPANSION JOINT COVER

INSIDE CORNER
EXPANSION JOINT COVER

FIRE RATED FILLER AT
RATED PARTITIONS

EXTEND RATED PARTITIONS TO
COLUMNS AT INTERSECTIONS

OUTLINE OF FLOOR TO WALL
EXPANSION JOINT COVER
BELOW

OUTLINE OF FLOOR
EXPANSION JOINT COVER
BELOW

EXISTING COLUMN

SEALAN AND BACKER ROD/
COMPRESSINLE FILLER

2" RIGID INSULATION

EXTRA INCH OF RIGID
INSULATION AT COLUMN

SEALANT

SHEATHING

CONC. WALL BELOW -
RE: CIVIL

CONC. WALL BELOW -
RE: CIVIL

CONC. WALL BELOW -
RE: CIVIL

CONC. WALL BELOW -
RE: CIVIL

 1 1/2" = 1'-0"
10

CORNER AT BRICK AND EIFS
 1 1/2" = 1'-0"

12
DOOR AND LOUVER JAMBS IN EFIS SYSTEM

REINFORCING MESH AND STUCCO
FINISH - EMBED IN BASE COAT AT JAMB

SHEATHINGALUM. LOUVER

6" METAL STUDSFLASHING TAPE

2" RIGID INSULATION

BRICK VENEER - RETURN BRICK
AT CORNER TO MEET EIFS

AIR BARRIER

METAL COPING BELOW - WRAP FLASHING
8" MIN. UP VERTICAL SURFACE OF WALL

2" SPRAY FOAM INSULATION

SEALANT AND BACKER ROD

CEMENT BOARD WITH
TAPED JOINTS AND
WATER RESISTANT
STUCCO FINISH

REINFORCING MESH AND STUCCO
FINISH - EMBED IN BASE COAT AT
JAMBS

SHEATHING

ALUM. LOUVER

6" METAL STUDS

FLASHING TAPE

CEMENT BOARD WITH
TAPED JOINTS AND WATER
RESISTANT STUCCO FINISH

HOLLOW METAL DOOR FRAME

SEALANT, BOTH SIDES

AIR BARRIER

BRAKE METAL COVER -
CONNECT TO
CURTAINWALL JAMB

 3" = 1'-0"
6

DETAIL OF EXISTING COLUMN & CONCRETE WALL @ ENTRY VESTIBULE

2" EXPANSION JOINT COVER

EMBED AIR BARRIER IN SEALANT

AIR BARRIER

COMPRESSIBLE
INSULATION
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CEILING  AS SCHEDULED

CEILING  AS SCHEDULED

_

_

_

_

_

_

_

_

_

_

_

_

_

_

_

_

_

_

_

_

_

_

_

_

07/01/2014

636-201

BLDG 1

EXPAND BLDG. 1 FOR PACT

AMBULATORY CARE, RADIOLOGY,

EGRESS STAIRWELL

ICVA HEALTH CARE SYSTEM

V
et

er
an

s 
A

ffa
irs

D
ep

ar
tm

en
t o

f

0
6

th
re

e 
in

ch
es

 =
 o

ne
 fo

ot
1

0
6

on
e 

an
d 

on
e-

ha
lf 

in
ch

es
 =

 o
ne

 fo
ot

2
0

6
on

e 
in

ch
 =

 o
ne

 fo
ot

2
0

6
th

re
e-

qu
ar

te
rs

 in
ch

 =
 o

ne
 fo

ot
4

0
on

e-
ha

lf i
nc

h 
= 

on
e 

fo
ot

4
th

re
e-

ei
gh

th
s 

in
ch

 =
 o

ne
 fo

ot
0

8
4

0
16

8
4

0
on

e-
qu

ar
te

r i
nc

h 
= 

on
e 

fo
ot

on
e-

ei
gt

h 
in

ch
 =

 o
ne

 fo
ot

VA FORM 08-6231, FEB. 1983

Revisions Date

DRAWING NO.

Project No.

Date

DrawnChecked

Location

Building No.

Project TitleDrawing Title

Office
 of 

Facil
ities

Revisions Date Revisions Date

                               Inc.
125 South Dubuque Street,
Suite 500,
Iowa City, IA 52240-4003
319.354.4700

11-25503

Heery International

project number

CONSTRUCTION DOCUMENTS DN RD

CEILING DETAILS

1-A25

 1 1/2" = 1'-0"
3

TYP. SOFFIT WITH RECESSED LIGHTING
 1 1/2" = 1'-0"

1
TYP. SOFFIT DETAIL ABOVE CASEWORK

 1 1/2" = 1'-0"
2

CURTAIN TRACK

WOOD BLOCKING - WIRE
TIE TO CHANNEL

1/2" CONDUIT SPACER

ACOUSTICAL TILE CEILING
SYSTEM

BOLT THRU BLOCKING

TYP. UPPER CABINET

GYPSUM BOARD, FINISH
AS SCHEDULED

CEILING, FINISH AS
SCHEDULED

 1 1/2" = 1'-0"
12

ENTRY LOBBY BULKHEAD DETAIL

 1 1/2" = 1'-0"
4

BULKHEAD DETAIL
 1 1/2" = 1'-0"

5
TRANSITION AT EXPANSION JOINT

3 5/8" METAL
STUDS

TYP. CORNERBEAD

 1 1/2" = 1'-0"
13

LIGHT ALCOVE DETAIL

METAL STUD FRAMING
BRACE TO STRUCTURE
ABOVE
GYPSUM BOARD

3 5/8" METAL STUD

TYP. CORNERBEAD

LIGHTING FIXTURE,
RE: ELEC.

CEILING, FINISH AS
SCHEDULED

COLUMN

GYPSUM BOARD, FINISH
AS SCHEDULED

3 5/8" METAL STUD

METAL STUD KICKER
@ 48" O.C.

TYP. CORNERBEAD

CEILING AS INDICATED
ON PLANS

5/8" GYPSUM BOARD,
FINISH AS SCHEDULED

CEILING, FINISH AS
SCHEDULED

3 5/8" METAL STUDS

TYP. CORNERBEAD

5/8" GWB

METAL STUDS AND
ACCOUSTICAL INSULATION

EXISTING CEILING - CUT TILES
AND REMOVE LIGHTS THAT
CONFLICT WITH PARTITION

RECESSED LIGHTING
RE: ELEC.

 1 1/2" = 1'-0"
11

DETAIL AT STAIR SOFFIT

 1 1/2" = 1'-0"
9

DETAIL AT COILING COUNTER SHUTTER
 1 1/2" = 1'-0"

8
SOFFIT OVER SLIDING GLASS

GYPSUM BOARD, FINISH
AS SCHEDULED

3 5/8" METAL STUD

NEW CEILING AS
INDICATED ON PLANS

TYP. CORNERBEAD

TIE INTO EXISTING
ACOUSTICAL CEILING

EXISTING EXTERIOR
WALL

 3/4" = 1'-0"
6

FOLDING PANEL PARTITION DETAIL

STRUCTURAL ATTACHMENT AS
REQUIRED BY MANUFACTURER

FOLDING PANEL PARTITION -
RE: SPEC SECTION 10 22 26

10
NOT USED

 1 1/2" = 1'-0"
7

COVE LIGHTING DETAIL

3 5/8" METAL STUD KICKERS
@ 48" O.C.

CEILING AS SCHEDULED

SLIDING PASS WINDOW
ON ROLLERS (IN OPEN
CONFIGURATION) - RE:
SPEC.

BLOCKING

3 5/8" METAL STUDS

5/8" GYP. BD.

CEILING AS INDICATED
ON PLANS

FIXED GLASS PANEL

COILING  COUNTER DOOR

BLOCKING

NEW GUARDRAIL
INFILL - 1 1/4" PIPES
BY STAIR MANUF.

EXISTING BEAM

GYP. BD. SOFFIT

4" STEEL BAR TOE KICK

BLOCKING AS REQ'D
FOR TO ANCHOR STUDS

SIGNAGE - RE: ELEVATIONS

SIGNAGE - RE: ELEVATIONS

3 5/8" METAL STUD
KICKER

5/8" GYP. BD.

2 1/2" METAL STUDS

CLIP ANGLE

CLIP ANGLE

GYP. BD. ON TOP OF
EXISTING BEAM - PT 3

FINISH AS SCHEDULED

OP. WALL ENCLOSURE
ABOVE CEILING TO SEAL
TIGHT ALL PENETRATIONS IN
SOUND RATED CLOSURE.

EXPANSION JOINT COVER  -
SEE 5/1-A26



BB
4"

6"
 M
IN
.

BB

ALUMINUM  DOOR IN
CURTAINWALL SYSTEM

TOPPING SLAB

5" RIGID INSULATION WITH FLUTED
CHANNELS ON UNDERSIDE

ROOFING MEMBRANE SLOPED
TO EXTERIOR AT 1/4" PER FOOT

3/16" ALUM. FLAT THRESHOLD -
FASTEN TO INTERIOR SLAB W/
COUNTER SUNK SCREWS

1" COMPRESSIBLE FILLER

LEVEL 3
27' - 3 3/4"

BB

EXISTING LEVEL 3
25' - 11 3/4"

5" EIFS

20" WIDE PRECAST COPING

WRAP ROOFING MEMBRANE
UNDER COPING

6" METAL STUDS

SHEATHING

TAPERED ROOFING INSULATION -
1/4" PER FT. SLOPE, 2" THICK MIN.

2 1/2" METAL STUDS

P.T. BLOCKING

TUBE STEEL -RE STRUCT.

CLIP ANGLE

2 1/2" METAL STUDS

CC

6"
 M
IN
.

LEVEL 2
14' - 0"

CC
BRICK VENEER (BEYOND)

METAL PANEL RAINSCREEN

AIR BARRIER

SHEATHING

SIDE HINGED ALUM WINDOWS
WITH INTEGRAL BLINDS

SOLID SURFACE SILL

WOOD BLOCKING

6" METAL STUDS

GYPSUM BOARD

PREFIN. METAL SILL BY
CURTAINWALL MFR.

REMOVABLE PANEL WHERE
SHOWN ON ELEVATIONS

2" SPRAY FOAM INSULATION

TUBE STEEL - RE: STRUCT.

EXTRA INCH RIGID INSULATION
AT WINDOW SILL

4 
1/
2"

FLASHING - SLOPE TO
EXTERIOR

SEALANT AND BACKER ROD
WITH WEEPS @ 24" O.C.

LEVEL 2
14' - 0"

LEVEL 2
14' - 0"

CC

B2E

CC

LEVEL 2
14' - 0"

0.1

2'
-0
"

CC

17" WIDE PRECAST COPING

BRICK VENEER

BRICK TIES @ 2'-0" O.C.
HORIZ. & VERT.

AIR BARRIER

2" RIGID INSULATION

ROOFING MEMBRANE - WRAP
UNDER COPING

TUBE STEEL - RE: STRUCT.

30' - 7 3/4"

17'-4" @
LEVEL 1

4"

T
Y
P
.

5"

1"

P.T. BLOCKING1"

LEVEL 1
0' - 0"

CC
BRICK VENEER (BEYOND)

2" RIGID INSULATION

AIR BARRIER

METAL CLOSURE

THROUGH WALL METAL FLASHING

METAL PANEL RAINSCREEN

2" SPRAY FOAM INSULATION

WATERPROOFING AND DRAINAGE
MEMBRANE

2" RIGID INSULATION

LEVEL 1
0' - 0"

CC

LEVEL 2
14' - 0"

7

MECH. BRIDGE
9' - 2"

METAL PANEL SOFFIT

10 5/8" ALUM. CURTAINWALL -
REINFORCING AS REQUIRED
BY MANUFACTURER

SEALANT, BOTH SIDESSEALANT

PEEL AND STICK
MEMBRANE TAPE

CEILING AS
INDICATED
ON PLANS

3 5/8" METAL
STUDS

EXPANSION JOINT CURB BEYOND

EXISTING EXTERIOR WALL BEYOND

METAL PANEL - MATCH
ADJACENT COLOR AND FINISH

SHEATHING

6" METAL STUD

GYPSUM BOARD

WOOD BLOCKING

ROOFING
MEMBRANE

GRAVEL STOP - MATCH
ADJACENT HEIGHT

AIR BARRIER

TUBE STEEL - RE: STRUCT.

2 HR SHAFT WALL ASSEMBLY

6" SPRAY FOAM INSULATION

FIRE RATED SEALANT

METAL DECKING

TAPERED ROOFING INSULATION -
1/4" PER FT. SLOPE, 2" THICK MIN.

TUBE STEEL - RE: STRUCT.

6" METAL STUDS WITH
2" SPRAY FOAM INSULATION

SPRAY ON FIREPROOFING

METAL GRATING

TUBE STEEL - RE: STRUCT.

6" METAL STUD

B2-

2 HR HORIZ.
SHAFT WALL
COORDINATE
WITH MEP

B2-

_

_

_

_

_

_

_

_

_

_

_

_

_

_

_

_

_

_

_

_

_

_

_

_
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SECTION DETAILS

1-A26

2" RIGID INSULATION

AIR BARRIER

THROUGH WALL METAL FLASHING

6" MTL STUDS

BRICK VENEER

GYPSUM BOARD

6" CURTAIN WALL SYSTEM
WITH INTEGRAL BLINDS

SHEATHING

CONCRETE WALL

10 5/8" ALUM.
CURTAINWALL -
REINFORCING AS
REQUIRED BY
MANUFACTURER

SEALANT

2" RIGID INSULATION

METAL FLASHING -
WRAP INTO CW SILL

SILL SEALER

WATERPROOFING
AND DRAINAGE
PANEL

 1 1/2" = 1'-0"
11

WINDOW HEAD @ METAL PANEL

 1 1/2" = 1'-0"
13

ENTRANCE DOOR DETAIL

METAL PANEL RAINSCREEN

AIR BARRIER

ROUTED ALUMINUM BOX SIGNAGE WITH
PUSH THROUGH LETTERS - ATTACH TO
BLOCKING AND SEAL PENETRATIONS
THROUGH METAL PANEL

2"RIGID INSULATION

SHEATHING

6" METAL STUDS

TUBE STEEL - RE: STRUCT.

GYPSUM BOARD

10 5/8" ALUM. CURTAINWALL -
REINFORCING AS REQUIRED BY
MANUFACTURER

 1 1/2" = 1'-0"
2

SPANDREL GLAZING DETAIL

 1 1/2" = 1'-0"
6

WINDOW HEAD AT BRICK VENEER

 1 1/2" = 1'-0"
10

WINDOW SILL ABOVE EIFS

 1 1/2" = 1'-0"
15

AMBULANCE GARAGE DOOR DETAIL

BRICK VENEER

CONCRETE CURB

17" WIDE PRECAST COPING

CONCRETE BEAM -
RE: STRUCT.

2" RIGID INSULATION

WRAP ROOFING MEMBRANE
UNDER COPING

SECTIONAL GARAGE DOOR

AIR BARRIER

 1 1/2" = 1'-0"
14

CONNECTION @ AMBULANCE GARAGE

 1 1/2" = 1'-0"
9

EXTERIOR CEILING & BRICK VENEER @ ENTRANCE

BRICK VENEER

2" RIGID INSULATION

TUBE STEEL AND STEEL
ANGLE - RE: STRUCT.

SHEATHING

CONCRETE BEAM
RE: STRUCT.

AIR BARRIER

6" METAL STUD

BRICK TIES @ 2'-0" O.C.
HORIZ. & VERT.

SHEATHING

 1 1/2" = 1'-0"
5

WALL TRANSITION @ FUTURE ELEVATOR

 1 1/2" = 1'-0"
1

TYPICAL PRECAST COPING

CEILING AS INDICATED
ON PLANS

TUBE STEEL AND BRICK
LEDGE - RE: STRUCT.

 1 1/2" = 1'-0"
12

TYPICAL BASE OF METAL PANEL

THROUGH WALL METAL FLASHING

5" EIFS

ROOFING MEMBRANE -
WRAP UNDER FLASHING

2 1/2" FURRING STRIPS WITH
SPRAY FOAM INSULATION

EXTEND RATED PARTITION TO
STRUCTURE

AIR BARRIER

ROOFING MEMBRANE

ALUM. DOOR HEAD

8" CONCRETE WALL

2" EXPANSION JOINT COVER

P.T. WOOD BLOCKING

WRAP ROOFING MEMBRANE
UNDER METAL FLASHING

METAL FLASHING

METAL COUNTERFLASHING

 1 1/2" = 1'-0"
16

TYPICAL CURTAINWALL BASE

SHEATHING

2" SPRAY FOAM INSULATION

4" EXTERIOR INSUL.
AND FINISH SYSTEM

LED HALO SIGNAGE

2" SPRAY FOAM INSULATION

THROUGH WALL METAL FLASHING

BRICK LEDGE - PAINT TO MATCH BRICK

METAL FLASHING

WEEPS & DRAINAGE
MATERIAL

WEEPS AND DRAINAGE MATERIAL

SEALANT

THROUGH WALL METAL FLASHING

BRICK LEDGE - RE: STRUCT

WEEPS AND DRAINAGE MATERIAL

THROUGH WALL METAL
FLASHING

BRICK LEDGE - RE: STRUCT

WEEPS & DRAINAGE MATERIAL

2" RIGID INSULATION -GLUE TO
CONCRETE

AIR BARRIER

BRICK VENEER

P.T. WOOD BLOCKING

BATT INSULATION

SPRAY ON FIREPROOFING

FIRE RATED SEALANT

SHEATHING

1" RIGID INSULATION AT
WINDOW HEAD

EXTRA 1" RIGID INSULATION AT
WINDOW HEAD

FINISH AS
SCHEDULED

 1" = 1'-0"
17

SECTION @ MECHANICAL BRIDGE

TWO PIECE BRAKE METAL
SLIP-SHELF. SECURE ONE
HALF TO EACH SIDE OF JOINT

SEALANT AND BACKER ROD, BOTH SIDES

PEEL AND STICK FLASHING

AIR BARRIER

2" SPRAY FOAM INSULATION -
SPRAY OVER STEEL

AIR BARRIER



F

LEVEL 2
14' - 0"

F

8"
 M
IN
.

CC

4"

4"

4"
1"

3"

0.1

19" WIDE PRECAST COPING

BRICK VENEER

BRICK TIES @ 2'-0" O.C. HORIZ. &
VERT.  CONNECT TO CONCRETE
WITH EMBEDDED DOVETAIL SLOTS

AIR BARRIER

2" RIGID INSULATION -
GLUE TO CONCRETE

ROOFING MEMBRANE - WRAP
UNDER COPING

1"

BB
4"

EXISTING LEVEL 3
25' - 11 3/4"

6"

LEVEL 2
14' - 0"

F F

LEVEL 2
14' - 0"

LEVEL 1
0' - 0"

BB

3'
-6
"

1'
-9
"

LEVEL 2
14' - 0"

LEVEL 2
14' - 0"

3 CC

LEVEL 1
0' - 0"

CC

LEVEL 2
14' - 0"

8"

6" 1"

0.1

EXISTING LEVEL 3
25' - 11 3/4"

_

_

_

_

_

_

_

_

_

_

_

_

_

_

_

_

_

_

_

_

_

_

_
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1-A27

 1 1/2" = 1'-0"
3

ROOF EXPANSION JOINT COVER
 1 1/2" = 1'-0"

4
MEMBRANE FLASHING AT EXISTING EXTERIOR WALL

 1 1/2" = 1'-0"
1

TYPICAL METAL COPING
 1 1/2" = 1'-0"

2
COPING ABOVE CONCRETE WALL

 1 1/2" = 1'-0"
5

DETAIL AT EXTERIOR SOFFIT

 1 1/2" = 1'-0"
6

SOFFIT ABOVE VESTIBULE CURTAINWALL

METAL PANEL RAINSCREEN

BRAKE METAL CLOSURE

2" RIGID INSULATION

ROOFING MEMBRANE -
WRAP UNDER FLASHING

6" METAL STUDS

SHEATHING

P.T. WOOD BLOCKING

6" METAL STUDS

SHEATHING

2" EXPANSION JOINT COVER

P.T. WOOD BLOCKING

WRAP ROOFING MEMBRANE UNDER
METAL FLASHING

METAL FLASHING

NEW MEMBRANE FLASHING -
TIE INTO EXISTING ROOFING

EXISTING STRUCTURE

 1 1/2" = 1'-0"
7

TRANSITION THROUGH EXPANSION JOINT

6" METAL STUDS & BATT INSUL

SHEATHING

2" EXPANSION JOINT COVER

P.T. WOOD BLOCKING

WRAP ROOFING MEMBRANE UNDER
METAL FLASHING

METAL FLASHING

REGLET FLASHING

6" METAL STUDS

3 5/8" METAL STUD SOFFIT

CEILING AS INDICATED ON PLANS

SEALANT AND BACKER ROD

ALUMINUM CURTAINWALL SYSTEM

 1 1/2" = 1'-0"
8

NEW LINTEL IN EXISTING WALL

EXISTING BRICK WALL

CUT STUDS AND INSTALL NEW HEADER

EXISTING CEILING

NEW BRICK LEDGE

NEW CEILING - RE: 5/1-A25

 1 1/2" = 1'-0"
9

MEMBRANE FLASHING ON EXIST. PRECAST

 1 1/2" = 1'-0"
10

AIR INTAKE LOUVER HEAD
 1 1/2" = 1'-0"

11
METAL GRATE WALKWAY IN CHASE

 1 1/2" = 1'-0"
12

TYPICAL ROOF DRAIN DETAIL

 1 1/2" = 1'-0"
14

TYPICAL COLUMN SPLICE DETAIL

SHAFT WALL ASSEMBLY

EXPANSION JOINT COVER

WRAP ROOFING MEMBRANE
OVER COLUMN EXTENSIONS

4" RIGID INSULATION

CONCRETE COLUMN EXTENSION -
RE: STRUCT.

WATER RESISTANT
GYPSUM BOARD

6" METAL STUDS

4" EXTERIOR INSUL.
AND FINISH SYSTEM

METAL FLASHING

CURTAINWALL SYSTEM
WITH INTEGRAL BLINDS

CEILING AS INDICATED ON
PLANS

WATER RESISTANT
GYPSUM BOARD

4" EXTERIOR INSUL.
AND FINISH SYSTEM

THROUGH WALL METAL
FLASHING

EXISTING CONRETE STRUCTURE

FIRE RATED EXPANSION JOINT COVER

NEW CONCRETE STRUCTURE

EXISTING METAL COPING - REMOVE,
SALVAGE, AND REINSTALL AFTER
INSTALLING NEW ROOFING MEMBRANE

ROOFING MEMBRANE - WRAP
UNDER COPING

EXISTING PRECAST WALL

NEW METAL DECK ON STEEL
FRAMING - RE: STRUCT.

2" RIGID INSULATION MIN.

SHEATHING

COVERBOARD - SCREW TO DECK

2" RIGID INSULATION MIN.

ROOFING MEMBRANE - WRAP INTO DRAINS

OVERFLOW COLLAR

ROOF DRAIN

TAPERED INSULATION -
SLOPE @ 1/4" PER FOOT

BAR GRATE FLOORING

STEEL ANGLE

STEEL GUARDRAIL PIPE
ATTACHMENT

ROOFING MEMBRANE - WRAP
UNDER COPING

2" RIGID INSULATION

REINFORCING MESH AND STUCCO FINISH -
WRAP MESH UNDER COPING

SHEATHING

ALUM. LOUVER

6" METAL STUDS AND BOX BEAM HEADER

P.T. BLOCKING

METAL FLASHING

SPRAY ON FIREPROOFING

AIR BARRIER - WRAP AROUND
BLOCKING TO MEET ROOFING
MEMBRANE

BACKER ROD AND SEALANT

 1 1/2" = 1'-0"
15

PARAPET AT LOUVERED PENTHOUSE

BRICK VENEER

2" RIGID INSULATION

ROOFING MEMBRANE -
WRAP UNDER COPING

6" METAL STUDS

SHEATHING

P.T. WOOD BLOCKING

AIR BARRIER - WRAP AROUND
BLOCKING TO MEET ROOFING
MEMBRANE

BACKER ROD AND SEALANT

WATERPROOF MEMBRANE - WRAP
AROUND INTERIOR OF LOUVERED
PENTHOUSE

 1 1/2" = 1'-0"
16

FLASHING DETAIL AT BASE OF BRICK

REMOVE EXISTING BRICK AND
SILL AS NECESSARY FOR
INSTALLATION OF FLASHING

WEEPS @ 24" O.C.

DRAINAGE MATERIAL

METAL FLASHING

BRICK VENEER

2" RIGID INSULATION

AIR BARRIER
BRICK TIES @ 24"
O.C. HORIZ. & VERT.

2" SPRAY FOAM
INSULATION

BRAKE METAL COVER
BEYOND

 1 1/2" = 1'-0"
17

AIR INTAKE LOUVER SILL
 1 1/2" = 1'-0"

18
SCUPPER IN EIFS WALL

ROOFING MEMBRANE - WRAP
UNDER COPING (BEYOND) AND
BOND OVER SCUPPER

REINFORCING MESH AND STUCCO
FINISH - WRAP MESH UNDER
SCUPPER

CEMENT BOARD WITH
TAPED JOINTS AND WATER
RESISTANT STUCCO FINISH

6" METAL STUDS AND BOX
BEAM HEADER

P.T. BLOCKING

METAL COUNTER FLASHING

METAL SCUPPER

ROOFING MEMBRANE - WRAP
UNDER FLASHING

REINFORCING MESH AND
STUCCO FINISH -
WRAP MESH UNDER FLASHING

SHEATHING

ALUM. LOUVER

6" METAL STUDS

P.T. BLOCKING

METAL FLASHING

METAL FLASHING - TURN
BACK EDGE UP AGAINST
LOUVER FRAME

CEMENT BOARD WITH
TAPED JOINTS AND WATER
RESISTANT STUCCO FINISH

CEMENT BOARD WITH TAPED
JOINTS AND WATER RESISTANT
STUCCO FINISH

 1 1/2" = 1'-0"
13

TYPICAL SHELF ANGLE

WEEPS @ 24" O.C.

DRAINAGE MATERIAL

METAL FLASHING

BRICK VENEER

2" RIGID INSULATION

AIR BARRIER - LAP
OVER FLASHING

SHELF ANGLE -
SEE STRUCT.

1/4" COMPRESSIBLE
FILLER

AIR BARRIER

END DAM FLASHING BEYOND

AIR BARRIER

AIR BARRIER



EXISTING ALUMINUM
WINDOW W/ INTEGRAL
BLIND

EXISTING WINDOW STOOL

EXISTING RIGID INSULATION

EXISTING WALL
ASSEMBLY

5/8" GWB SCREWED OVER
EXISTING WINDOWS.
PAINT FACE ADJACENT TO
GLASS DARK BRONZE.
CLOSE WINDOW BLINDS.

3 5/8" METAL STUDS &
BATT INSULATION

5/8" GWB

DO NOT DISTURB EXISTING
FINISHES INSIDE OF CLINIC

CORRIDOR SIDE

EXISTING ALUMINUM
WINDOW W/ INTEGRAL
BLIND

EXISTING CEILING

EXISTING WALL
ASSEMBLY

5/8" GWB SCREWED OVER
EXISTING WINDOWS.
PAINT FACE ADJACENT TO
GLASS DARK BRONZE.
CLOSE WINDOW BLINDS.

3 5/8" METAL STUDS &
BATT INSULATION

5/8" GWB

DO NOT DISTURB EXISTING
FINISHES INSIDE OF CLINIC

CORRIDOR SIDE

CC

5" EIFS

AIR BARRIER BEHIND
DRAINAGE PLANE

SOLID SURFACE WINDOW SILL

EMBED AIR BARRIER IN
SEALANT AGAINST WINDOW
FRAME

ALUM WINDOW SILL BY
WINDOW MFR.

MTL PLATE AS REQ'D BY
WINDOW MFR.

4 
1/
2"

2"1"

4"

CC

6"
 M
IN
.

BRICK VENEER

AIR SPACE

2" RIGID INSULATION

AIR BARRIER

SHEATHING

2" SPRAY FOAM
INSULATION

EXTRA 1" RIGID
INSULATION AT
WINDOW HEAD

DRAINAGE MATERIAL
AND WEEPS

METAL FLASHING

STEEL TUBE AND BRICK
LEDGE. CUT LOWEST BRICK
TO MAINTAIN COURSING
RE: STRUCT

PEEL AND STICK FLASHING

SEALANT AND BACKER ROD

ALUM WINDOW SYSTEM

4"

2"

1/
2"

1"
1/
2"

1/2"

CC

4"

_

_

_

_

_

_

_

_

_

_

_

_

_

_

_

_

_

_

_

_
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_

07/01/2014

636-201

BLDG 1

EXPAND BLDG. 1 FOR PACT

AMBULATORY CARE, RADIOLOGY,

EGRESS STAIRWELL
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SECTION DETAILS

1-A28

 1 1/2" = 1'-0"
4

NEW WALL AT CORRIDOR - DEDUCT ALTERNATE #2

 1 1/2" = 1'-0"
5

NEW WALL AT CORRIDOR - DEDUCT ALTERNATE #2

 3" = 1'-0"
2

TYPICAL WINDOW SILL ABOVE EIFS
 3" = 1'-0"

3
TYPICAL WINDOW HEAD AT BRICK VENEER

 3" = 1'-0"
6

TYPICAL EFIS JOINT

FINISH COAT

REINFORCING MESH
EMBEDDED IN BASE COAT

DRAINAGE CHANNELS

AIR BARRIER BEHIND DRAINAGE
CHANNELS

SHEATHING

 3" = 1'-0"
1

TYPICAL WINDOW HEAD AT EIFS WALL

5" EFIS

AIR BARRIER BEHIND
DRAINAGE PLANE

2" SPRAY FOAM INSULATION

STEEL TUBE WHERE REQ'D-
RE STRUCT

METAL FLASHING

PEEL AND STICK FLASHING

SEALANT W/ WEEPS @ 24" O.C.
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 1/4" = 1'-0"
1
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 1/4" = 1'-0"
2

ED TRIAGE
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NORTH

WEST

1W200B
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ED RECEPTION

SOUTHNORTH

1W201
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6
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 1/4" = 1'-0"
8

ED LOW ACUITY EXAM

SOUTH WESTNORTH EAST
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FURNISHED BY CONTRACTOR IN BASE BID.  SEE 1-A8
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 1/4" = 1'-0"
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 1/4" = 1'-0"

5
ED NOURISH
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 1/4" = 1'-0"
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 1/4" = 1'-0"
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LAVATORY
EMERGENCY
STATION

STAFF DUTY STATION
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EQUIPMENT NUMBER
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2
ED EQUIPMENT STORAGE (CONTINUED)
1/4" = 1'-0"
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1-A37 6

1-A37
1
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7
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4
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1-A37 203
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PLUG STRIP

NURSE CALL

TEMP.
TRACK

221

221

121

CERAMIC TILE
WAINSCOT ON
ADJACENT WALLS

118

113

SYSTEMS
FURNITURE
PART OF
DEDUCT
ALTERNATE 3

SYSTEMS FURNITURE
PART OF DEDUCT
ALTERNATE 3

SYSTEMS FURNITURE
PART OF DEDUCT
ALTERNATE 3

THIN DASHED LINE INDICATES EQUIPMENT
FURNISHED BY OWNER, INSTALLED OR
ROUGHED-IN.  SEE EQUIPMENT SCHEDULE.

HEAVY DASHED LINE INDICATES EQUIPMENT
FURNISHED BY CONTRACTOR IN BASE BID.  SEE 1-A8
FOR DEDUCT ALTERNATES.
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3

1-A36

 1/4" = 1'-0"
1

OFFICE

NORTH EAST SOUTH WEST

 1/4" = 1'-0"
2

SMALL CONFERENCE

NORTH EAST SOUTH WEST

 1/4" = 1'-0"
3

IMAGING CONSULT

NORTH EAST SOUTH WEST

300406

301 102

204

300
301

200

LEGEND

DUPLEX ELECTRICAL OUTLET

DUPLEX ELECTRICAL OUTLET
EMERGENCY POWER

DOUBLE DUPLEX ELECTRICAL
OUTLET

DOUBLE DUPLEX ELECTRICAL
OULET EMERGENCY POWER

COMMUNICATIONS

FIRE REMOTE ANNUNCIATOR

CABINET LOCK

VISUAL/AUDIBLE
FIRE ALARM ANNUNCIATOR

TELEPHONE

INTERCOM

THERMOSTAT

LIGHT SWITCH

CABLE HOOK-UP

NURSE CALL

LAVATORY
EMERGENCY
STATION

STAFF DUTY STATION

VOLUME CONTROL

C

*

V

EQUIPMENT NUMBER

NUMBER REQUIRED

121 26

2W200

COLUMN

2W202 SIM.

VISUAL/AUDIBLE
FIRE ALARM ANNUNCIATOR

CODE GREENCG

2W201

2W204

16
1-A37

 1/4" = 1'-0"
4

IMAGING LARGE CONFERENCE ROOM

4
IMAGING LARGE CONFERENCE ROOM (CONTINUED)
1/4" = 1'-0"

2W203A

2W203A

NORTH EAST

SOUTH WEST

102 8

342
129

6

 1/4" = 1'-0"
5

CHAPEL - NORTH ELEVATION

 1/4" = 1'-0"
6

CHAPEL - COUNSELING ROOM

OAK PANELS / TRIM

STAINED GLASS

COVE LIGHT FEATURE COVE LIGHT FEATURE

129

 1/4" = 1'-0"
7

CHAPEL - CHAPLAIN WORK

1
1-A37

2
1-A37

4
1-A37

7
1-A37

8
1-A37

308
307

306

202
203

200 301

301
129

11
1-A38

1026

415

12
1-A38

200

200

NORTH EAST SOUTH
WEST

SOUTHWEST NORTH SOUTH

SYSTEMS FURNITURE
PART OF DEDUCT
ALTERNATE 3

SYSTEMS FURNITURE
PART OF DEDUCT
ALTERNATE 3

 1/2" = 1'-0"
8

ENLARGED ELEVATION OF STAINED GLASS

OAK PANELS / TRIM

STAINED GLASS

THIN DASHED LINE INDICATES EQUIPMENT
FURNISHED BY OWNER, INSTALLED OR
ROUGHED-IN.  SEE EQUIPMENT SCHEDULE.

HEAVY DASHED LINE INDICATES EQUIPMENT
FURNISHED BY CONTRACTOR IN BASE BID.  SEE 1-
A8 FOR DEDUCT ALTERNATES.
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1.

2. WALL CABINETS TO BE 1'-1" DEEP CLEAR INSIDE, UNLESS NOTED OTHERWISE.

3. BASE CABINETS TO BE 2'-0" DEEP, UNLESS NOTED OTHERWISE.

5.

4. CABINET FACE TYPES SHALL BE FLUSH OVERLAY, UNLESS NOTED OTHERWISE.

FINISH PANELS AT ENDS. SHOP DRAWINGS TO INDICATE THIS.

ALL BASE CABINETS, WALL CABINTES AND TALL STORAGE CABINETS SHALL HAVE        

6.

7.

8. ALL CASEWORK TO BE ANCHORED TO BACKING PLATES. SEE DETIAL X/AAXXX.

SEE ROOM FINISH SCHEDULE.

CABINET BASE AT FLOOR TO HAVE FINISH AS INDICATED FOR ROOM OR AS DETAILED. 

NOTED OTHERWISE.

CONFIGURATION. SHELF MATERIAL SHALL MATCH CABINET MATERIAL, UNLESS 

REFER TO ELEVATIONS FOR QUANTITY OF ADJUSTABLE SHELVING AND 

10.

ATTACH TO STUD OR BACKER AS INDICATED IN DETAIL X/AAXXX.

THAN 2'-8" OR GREATER THAN 4'-0" O.C. MAX. AND 6" O.C. MAX. FROM OPEN END. 

MTL. BRACKETS, WHERE REQD. TO SUPPORT COUNTERTOPS, SHALL BE NOT LESS 

NOTED OTHERWISE.

COUNTERTOPS TO HAVE A 2" RADIUS AT ALL EXPOSED OUTSIDE CORNERS, UNLESS 

12.

13.

DEVICES OCCUR BELOW A COUNTERTOP, UNLESS NOTED OTHERWISE.

GROMMETS: PROVIDE A GROMMET AT EACH LOCATION WHERE POWER OR SIGNAL 

PRESSURE TREATED SOLID HARDWOOD SHALL BE USED FOR ALL CASEWORK BASES.

14. MELAMINE SHALL NOT BE USED AT THE BOTTOM OF SINK CABINETS.

GENERAL MILLWORK NOTES:

CASEWORK SHALL BE                   UNLESS NOTED OTHERWISE.

    . UNLESS NOTED OTHERWISE.COUNTERTOPS SHALL BE       

1
ACCESSIBLE SINK

"=1'-0"2
11 4

REFRIG. CASEWORK
"=1'-0"2

11 

8
MICROWAVE CABINET

"=1'-0"2
11 

13
TRANSACTION COUNTER AT RECEPTION

"=1'-0"2
11 

9
BASE CABINET DETAIL
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10
LINEN HAMPER DETAIL
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CASEWORK DETAIL
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CASEWORK DETAIL
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UPPER CABINET DETAIL
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BASE CABINET DETAIL
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CASEWORK DETAIL
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COUNTERTOP AT COUNTER SHUTTER

"=1'-0"2
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11B
COUNTERTOP PLAN

"=1'-0"4
111A

COUNTERTOP SECTION
"=1'-0"2
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15
ADJUSTABLE SHELVES

"=1'-0"2
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FIXED SHELVES
"=1'-0"2

11 12
WORKSTATION COUNTERTOP

"=1'-0"2
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11.

"
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1
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1
1

3"3"6"3"3"

3'-5"

4
'-
2
"

"2
12

2
"

2
(CARPET @ CERAMIC TILE SIM.)
CARPET @ PORCELAIN TILE

":1'-0"2
11 3

VCT AT EXPOSED CONCRETE
":1'-0"2

11

GLUED TO CONCRETE.

CARPET, DIRECT 

REINFORCEMENT AT JOINT.

PLACE.  INTERRUPT SLAB 

FORM CAN REMAIN IN 

FORMED KEY JOINT; METAL 

PORCELAIN FLOOR TILE.
TRIM.

TILE & STAINLESS STEEL 

GROUT JOINT & EDGE OF TO CONCRETE.

CARPET, DIRECT GLUED 

SET IN ADHESIVE.

RUBBER CARPET MAT TILE 

REINFORCEMENT AT JOINT.

PLACE.  INTERRUPT SLAB 

FORM CAN REMAIN IN 

FORMED KEY JOINT; METAL 

THIN SET ADHESIVE

BACK 18".

COMPOUND FEATHERED 

EPOXY LEVELLING 

BUILD UP ELEVATION W/ 

ROPPE #22

RUBBER REDUCER STRIP, 

W/ SEALER.

EXPOSED CONCRETE 

REINFORCEMENT AT JOINT.

PLACE.  INTERRUPT SLAB 

FORM CAN REMAIN IN 

FORMED KEY JOINT; METAL 

".8
3MERCER #153 CERCO BAR - 

PORCELAIN FLOOR TILE.

6
@ PORCELAIN TILE
PORCELAIN BULLNOSE

":1'-0"2
11 7

4" RUBBER BASE @ CARPET
":1'-0"2

11 8
4" RUBBER BASE @ COMP TILE

":1'-0"2
11

& BASE FINISHES

SCHEDULE FOR FLOOR 

REFER TO FINISH 

& BASE FINISHES

SCHEDULE FOR FLOOR 

REFER TO FINISH 

& BASE FINISHES

SCHEDULE FOR FLOOR 

REFER TO FINISH 

HORIZONTAL FLANGE, SET IN ADHESIVE.

" HIGH X 1" DEEP 16
5APPROXIMENTLY 

STAINLESS STEEL TRIM, 

NOMINAL SCHLUTER CONTINUOUS E 80 

REINFORCEMENT AT JOINT.

PLACE.  INTERRUPT SLAB 

FORM CAN REMAIN IN 

FORMED KEY JOINT; METAL 

PORCELAIN FLOOR TILE.

9
PORCELAIN TILE @ EXPOSED CONCRETE

":1'-0"2
11

CONCRETE FLOOR

TRANSITION STRIP

BUTT-TO-REDUCER

ADA

& BASE FINISHES

SCHEDULE FOR FLOOR 

REFER TO FINISH 

10
4" RUBBER BASE @ EXPOSED CONCRETE

":1'-0"2
11

LINOLEUM FLOORING

1
CARPET @ LINOLEUM DETAIL

":1'-0"2
11

JOINER, ROPPE VINYL #159

CARPET/SHEET VINYL 

FLOORING

LINOLEUM SHEET FRITZ TILE FLOORING

4
PORCELAIN TILE/FRITZ TILE

":1'-0"2
11 5

SOLID WOOD BASE
":1'-0"2

11

4
"

" SOLID OAK BASE2
1

" RADIUS2
1

1"
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TRANSITION DETAILS

OWNER

RETURN SHADES TO 

REMOVE, SALVAGE, AND 

11
SECTION @ STAINED GLASS

":1'-0"2
11 12

PLAN @ STAINED GLASS
":1'-0"2

11

AND STAINED GLASS DETAILS

11A
SECTION @ STAINED GLASS
6":1'-0"

ALLOWANCE

TO SPECIFICATION FOR 

STAINED GLASS - REFER 

SOLID OAK GLASS STOP

ATTACH WITH FINISH NAILS

" SOLID OAK TRIM -2
1

3" WOOD SCREWS

" SOLID OAK GLASS STOP2
1

STAINED GLASS

" PLYWOOD4
3

12A
PLAN @ STAINED GLASS
6":1'-0"

ATTACH WITH FINISH NAILS

" SOLID OAK TRIM -2
1

3" WOOD SCREWS

" SOLID OAK GLASS STOP2
1

STAINED GLASS

" PLYWOOD4
3

" SOLID OAK FACE PANEL2
1

" SHIM4
1

G
L
A
S
S
 S
IZ

E

GLASS SIZE

12A

1-A38

" SEALANT4
1

SHIM

" THICK SETTING BLOCK / 4
1

11A

1-A38
3'-8"

IN CONTRACT

SYSTEMS FURNITURE, NOT 

PARTITION TYPE A--

" GLASS, TYPE AT4
1

TO SILL

ALUMINUM RAIL SIMILAR 

SEALANT

13
RECEPTION WINDOW SILL DETAIL
3":1'-0"

BOTTOM OF SILL

14
TV COVER @ PSYCH ROOM
3":1'-0"

6'-0"

GYP. BD.

" METAL STUDS2
12

GLAZING

POLYCARBONATE 

V
F

Y
 W
IT

H
 O

W
N

E
R

" STUDS2
1TO 2

MOUNT TV BRACKET 

OUTLETS

POWER AND TV

BOTTOM OF SHELF

SCREWS

TAMPER-RESISTANT 

SECURE WITH TORX HEAD 

ROUNDED CORNERS.  

OAK FRAME WITH 

BLOCKING OR BACKING

WALL TO MATCH EXISTING

FAN COIL UNIT AND PATCH 

DEMOLISH EXISTING

ALUMINUM RAIL
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GENERAL NOTES

1. THIS SHEET IS INTENDED FOR REFERENCE AND TO SHOW BORDERS AND DETAILS IN CORRIDORS.  REFER TO SPEC FOR ALL ROOM FINISHES

CONCRETE IN

AMBULANCE GARAGE

TO BE SEALED
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INTERIOR FINISHES PLAN - LEVEL 1
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Pigott will provide all locker units.  

Herman Miller / Amcase Casework:

our panels.  Electrician is responsible for cutting ceiling tiles for any power poles required.

all electrical connections  and purchasing the data/phone faceplates that install into the base of 

electrical contractor .  General Contractor is responsible for hiring and securing an electrician for 

Herman Miller modular Action Office 2 Benching station electrical power is to be field installed by 

Resident Workroom 1W126 Benching Station:

panels.  Electrician is responsible for cutting ceiling tiles for any power poles required.

electrical connections  and purchasing the data/phone faceplates that install into the base of our 

contractor .  General Contractor is responsible for hiring and securing an electrician for all 

Herman Miller modular Ethospace Nurse stations electrical power is to be field installed by electrical 

Herman Miller Nurse Station:

Alternates #3 and #4”

See sheets 1-A8 (Deduct Alternates) and 1-A31 - 1-A35 (Interior Elevations) for Deduct -

GENERAL NOTES:

1W228-STAFF LOUNGE

1W151-STAFF LOUNGE

   143,145-RESIDENT EXAM

1W-114,116,118,120,122,124,133,135,137,139,141,

1W126-RESIDENT WORKROOM-85"H PANELS HARD WIRED

1W205-PROVIDER WORKROOM

1W147-PROVIDER WORKROOM

1W109-PROVIDER WORKROOM

1W-204, 206, 211, 212-EXAM

1W226-OFFICE DIRECTOR

1W207-NURSE STATION-HARD WIRED

1W203-NURSE STATION-HARD WIRED

1W153A & B-MULTIDISCIPLINARY TEAM

1W202-GYN EXAM

   140,142,144,146-PROVIDER EXAM

1W-111,113,115,117,119,121,136,138,

1W36E-ELIG & ENROLL WKSTN

1W36C-ELIG & ENROLL DESK

1W-127,129,130,31-CONSULT

1W125-CLINIC COORDINATOR

1W128-CHARTING ALCOVE

1W106B-CALL CENTER

1W106A-STAFF WORKROOM

1W106-RECEPTION

1W201-RECEPTION

CUT ABOVE VINYL WALL BASE

NOTE: ALL WALLSTRIPS TO BE 

PIGOTT/HERMAN MILLER

1W228-STAFF LOUNGE-LOCKERS 

1W151-STAFF LOUNGE-LOCKERS 
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